
SCHOOL FACILITIES COMMISSION 6-Jul-09

CONDITION SCORES 1, 2 BY BUILDING

District Building/Description Building# Work Code / Description Condition Type Notes

ALB01 0101-006-0100  Centennial ES  Centennial ES 0101-006-0100 D3020 - Heating 2   

0101-006-0100 Total 0

ALB01

0101-014-0101  Cozy Hollow Rural ES  Cozy Hollow ES 

Building 0101-014-0101 B2030 - Exterior Doors 2

ALB01

0101-014-0101  Cozy Hollow Rural ES  Cozy Hollow ES 

Building 0101-014-0101 C1020 - Interior Doors 2

ALB01

0101-014-0101  Cozy Hollow Rural ES  Cozy Hollow ES 

Building 0101-014-0101 D2010 - Plumbing Fixtures 2

0101-014-0101 Total 0

ALB01 0101-019-0100  Laramie Jr. HS (7-9)  Laramie Jr. HS School 0101-019-0100 E1020 - Institutional Equipment 2   kiln dead

ALB01 0101-019-0100  Laramie Jr. HS (7-9)  Laramie Jr. HS School 0101-019-0100 E1090 - Kitchen Equipment 2   ovens & refrig. not working

ALB01 0101-019-0100  Laramie Jr. HS (7-9)  Laramie Jr. HS School 0101-019-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry  lab tables de-laminating

0101-019-0100 Total 0

ALB01 0101-021-0100  Laramie Sr. HS (10-12)  Laramie HS 0101-021-0100 A1010 - Standard Foundations 1

Elevator had engineering study, 

not correct

ALB01 0101-021-0100  Laramie Sr. HS (10-12)  Laramie HS 0101-021-0100 D1010 - Elevators 2 Does not meet ADA

0101-021-0100 Total 0

BIG01 0201-002-0104  Burlington K-12  Shop 0201-002-0104 B2020 - Windows 1   1 window - single pane

BIG01 0201-002-0104  Burlington K-12  Shop 0201-002-0104 C3010 - Walls 1   Need paint and repair

BIG01 0201-002-0104  Burlington K-12  Shop 0201-002-0104 C3020 - Floors 1  

 wood floor needs complete 

refinish and repairs

BIG01 0201-002-0104  Burlington K-12  Shop 0201-002-0104 C3030 - Ceilings 1   classrooms and bathroom
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BIG01 0201-002-0104  Burlington K-12  Shop 0201-002-0104 B2030 - Exterior Doors 2  

 rollup door original, poor 

function, dents

BIG01 0201-002-0104  Burlington K-12  Shop 0201-002-0104 E1020 - Institutional Equipment 2  

 compressor - dust collection in 

woodshop. Welding shop - dust 

collection system should be 

BIG01 0201-002-0104  Burlington K-12  Shop 0201-002-0104 E2010 - Fixed Furnishings 2   Age and condition

0201-002-0104 Total 0

BIG01 0201-011-0101  Rocky Mountain HS (9-12)  Automotive Shop 0201-011-0101 D5030 - Communication/Security 2   Intercom does not work with HS

0201-011-0101 Total 0

BIG02 0202-002-0100  Lovell Elementary  Main School 0202-002-0100 C3030 - Ceilings 2   Extensive sagging ceiling tiles

0202-002-0100 Total 0

BIG02 0202-003-0100  Lovell MS (6-8)  MS 0202-003-0100 B3010 - Roof Coverings 2   Past life with persistent leaks

0202-003-0100 Total 0

BIG02 0202-004-0100  Lovell HS (9-12)  Main School 0202-004-0100 B2020 - Windows 1  

 Seals & gaskets failing on all 

windows.  Asbestos panels dented 

and damaged.

BIG02 0202-004-0100  Lovell HS (9-12)  Main School 0202-004-0100 D1013 - Lifts 2 Age and condition

BIG02 0202-004-0100  Lovell HS (9-12)  Main School 0202-004-0100 D3020 - Heating 2  

 Both boilers original 1962.  

Maintenance costs increasing.

BIG02 0202-004-0100  Lovell HS (9-12)  Main School 0202-004-0100 C3010 - Walls 2  

 Paneling needs replaced.  

Hallway paint and classroom paint 

due.

BIG02 0202-004-0100  Lovell HS (9-12)  Main School 0202-004-0100 E2010 - Fixed Furnishings 2  

 Stains, peeling wood and tops.  

90% is original.

0202-004-0100 Total 0

BIG02 0202-004-0102  Lovell HS (9-12)  Gym/Pool Complex 0202-004-0102 C3010 - Walls 2   Gym court area walls need paint
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0202-004-0102 Total 0

BIG03 0203-004-0100  Greybull MS/HS  Main MS Bldg 0203-004-0100 B3010 - Roof Coverings 2   scheduled for replacement 2009

BIG03 0203-004-0100  Greybull MS/HS  Main MS Bldg 0203-004-0100 D2040 - Stormwater Drainage 2  

 runs to outside of building and 

freezes.  Also some leak into the 

building.

0203-004-0100 Total 0

BIG03 0203-004-0101  Greybull MS/HS  Gym 0203-004-0101 B3010 - Roof Coverings 2   scheduled for replacement 2009

0203-004-0101 Total 0

BIG03 0203-004-0104  Greybull MS/HS  Main HS Bldg 0203-004-0104 B3010 - Roof Coverings 2  

 Insurance doing total replacement 

in 2009

0203-004-0104 Total 0

BIG03 0203-004-0105  Greybull MS/HS  Buff Gym 0203-004-0105 B3010 - Roof Coverings 2  

 Under contract for replacement 

2009

BIG03 0203-004-0105  Greybull MS/HS  Buff Gym 0203-004-0105 C1030 - Misc. Interior Specialties 2  

 Locker room lockers, seat railing 

not ADA

BIG03 0203-004-0105  Greybull MS/HS  Buff Gym 0203-004-0105 C3030 - Ceilings 2   Stained from roof leaks

BIG03 0203-004-0105  Greybull MS/HS  Buff Gym 0203-004-0105 D2030 - Sanitary Waste 2  

 Collapsed tile line between 

building and road

BIG03 0203-004-0105  Greybull MS/HS  Buff Gym 0203-004-0105 D2040 - Stormwater Drainage 2   Part of roof project - spring 2009

BIG03 0203-004-0105  Greybull MS/HS  Buff Gym 0203-004-0105 D3020 - Heating 2   significant leaking and repairs

BIG03 0203-004-0105  Greybull MS/HS  Buff Gym 0203-004-0105 D5020 - Interior Lighting 2  

 Gym lighting aged and poor 

condition and quality

0203-004-0105 Total 0

BIG03 0203-006-0100  Greybull MS/HS Pool  0203-006-0100 D5020 - Interior Lighting 1   Dressing room fixtures
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0203-006-0100 Total 0

BIG04 0204-002-0100  Laura Irwin Elementary (K-4)  Elementary School 0204-002-0100 B2030 - Exterior Doors 2  

 Original doors and hardware -- 

condition & age

BIG04 0204-002-0100  Laura Irwin Elementary (K-4)  Elementary School 0204-002-0100 D3010 - Energy Supply 2  

 Transformer  original or older and 

leaking.  Inside vault in basement.

0204-002-0100 Total 0

BIG04 0204-004-0100  Manderson/Cloud Peak ES/MS (5-8)  Main Bldg 0204-004-0100 F1021 - Gymnasiums w/Locker Rooms 2  

 Locker rooms need new fixtures, 

partitions, floor finishes, 

replacement tiles

BIG04 0204-004-0100  Manderson/Cloud Peak ES/MS (5-8)  Main Bldg 0204-004-0100 B2030 - Exterior Doors 2   Age and condition

BIG04 0204-004-0100  Manderson/Cloud Peak ES/MS (5-8)  Main Bldg 0204-004-0100 C1020 - Interior Doors 2   Original doors and hardware

BIG04 0204-004-0100  Manderson/Cloud Peak ES/MS (5-8)  Main Bldg 0204-004-0100 D2010 - Plumbing Fixtures 2  

 Significant number of original - 

condition

BIG04 0204-004-0100  Manderson/Cloud Peak ES/MS (5-8)  Main Bldg 0204-004-0100 D2030 - Sanitary Waste 2  

 Main sewer beginning to fail, 

sewer line from Cafeteria under 

slab to locker rooms clogs and 

BIG04 0204-004-0100  Manderson/Cloud Peak ES/MS (5-8)  Main Bldg 0204-004-0100 E2010 - Fixed Furnishings 2  

 Original -- science lab fixtures 

need replaced.

0204-004-0100 Total 0

BIG04 0204-005-0100  Riverside HS (9-12)  Main Bldg 0204-005-0100 B2030 - Exterior Doors 2   Many original --  age & condition

BIG04 0204-005-0100  Riverside HS (9-12)  Main Bldg 0204-005-0100 D2010 - Plumbing Fixtures 2   most are >50 y/o - need replaced

BIG04 0204-005-0100  Riverside HS (9-12)  Main Bldg 0204-005-0100 E1020 - Institutional Equipment 2   science lab tables and sinks

0204-005-0100 Total 0

BIG04 0204-005-0101  Riverside HS (9-12)  Ag Shop Bldg 0204-005-0101 B2030 - Exterior Doors 2  

 many original - hardware and 

condition

0204-005-0101 Total 0
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CAM01 0301-002-0100  Aquatic Center  Aquatic Center Main Bldg 0301-002-0100 D4030 - Alarms 1  

 does not meet minimum 

requirements

CAM01 0301-002-0100  Aquatic Center  Aquatic Center Main Bldg 0301-002-0100 D1013 - Lifts 2 Traction

material lift only, operational, 

parts not readily available.

CAM01 0301-002-0100  Aquatic Center  Aquatic Center Main Bldg 0301-002-0100 D5010 - Service and Distribution 2   

0301-002-0100 Total 0

CAM01 0301-005-0100  Cottonwood ES  Main Bldg 0301-005-0100 D3020 - Heating 2 Hot Water Boiler

 Difficulty obtaining parts for 

repairs

0301-005-0100 Total 0

CAM01 0301-006-0100  Hillcrest ES  Main Bldg 0301-006-0100 B3010 - Roof Coverings 1 Metal

 Standing seam metal roof with 

many leaks

CAM01 0301-006-0100  Hillcrest ES  Main Bldg 0301-006-0100 D4030 - Alarms 1   does not meet min. req.

CAM01 0301-006-0100  Hillcrest ES  Main Bldg 0301-006-0100 B2010 - Exterior Walls 2 Brick  

CAM01 0301-006-0100  Hillcrest ES  Main Bldg 0301-006-0100 B2030 - Exterior Doors 2 Steel  Rusted at several locations

CAM01 0301-006-0100  Hillcrest ES  Main Bldg 0301-006-0100 C3030 - Ceilings 2   staled and water damaged

CAM01 0301-006-0100  Hillcrest ES  Main Bldg 0301-006-0100 D3040 - Distribution 2   older RTU's upgraded

0301-006-0100 Total 0

CAM01 0301-007-0100  Meadowlark  Main Bldg 0301-007-0100 D3020 - Heating 2 Hot Water Boiler  

0301-007-0100 Total 0

CAM01

0301-008-0100  Lakeway Mall Learning Center  Lakeway 

Learning Center 0301-008-0100 D4030 - Alarms 1  

 2005 upgrade, no heat detectors 

in boiler room

0301-008-0100 Total 0
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CAM01 0301-009-0100  Lakeview ES  Main Bldg 0301-009-0100 D4030 - Alarms 1 Central Station

 Panel replaced 2005, No strobes, 

not ADA compliant

CAM01 0301-009-0100  Lakeview ES  Main Bldg 0301-009-0100 D3050 - Self-Contained/Package Units 2

Rooftop Units 

(RTU)  Original 1968, 1976

CAM01 0301-009-0100  Lakeview ES  Main Bldg 0301-009-0100 B2030 - Exterior Doors 2 Steel  Painted

CAM01 0301-009-0100  Lakeview ES  Main Bldg 0301-009-0100 C1030 - Misc. Interior Specialties 2 Toilet Partitions  

CAM01 0301-009-0100  Lakeview ES  Main Bldg 0301-009-0100 D2030 - Sanitary Waste 2 Cast-Iron Piping  

0301-009-0100 Total 0

CAM01 0301-012-0101  Rozet ES  Rozet Old Gym 0301-012-0101 B3010 - Roof Coverings 2  Rolled roofing  

CAM01 0301-012-0101  Rozet ES  Rozet Old Gym 0301-012-0101 C2010 - Stair Construction 2 Concrete  Through floor hatch

CAM01 0301-012-0101  Rozet ES  Rozet Old Gym 0301-012-0101 C2020 - Stair Finishes 2

Unfinished 

Concrete  

0301-012-0101 Total 0

CAM01 0301-013-0100  Stocktrail ES  Main Bldg 0301-013-0100 F1023 - Multi-purpose Rooms 2  

 Slab settlement, aged finishes, 

tables poor

CAM01 0301-013-0100  Stocktrail ES  Main Bldg 0301-013-0100 D3050 - Self-Contained/Package Units 2

Rooftop Units 

(RTU)  Original equipment

CAM01 0301-013-0100  Stocktrail ES  Main Bldg 0301-013-0100 B3010 - Roof Coverings 2 Metal

 Low-slope standing-seem metal 

roof, BUR, frequent leaks

CAM01 0301-013-0100  Stocktrail ES  Main Bldg 0301-013-0100 D5010 - Service and Distribution 2

Main 

Switchboard  Original, parts difficult

0301-013-0100 Total 0

CAM01 0301-014-0100  Wagonwheel ES  Main Bldg 0301-014-0100 D4030 - Alarms 1  

 smoke detectors in part of 

classroom wings.

CAM01 0301-014-0100  Wagonwheel ES  Main Bldg 0301-014-0100 D3040 - Distribution 2 Forced Air

 Original AHU's, pipe insulation 

poor.
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CAM01 0301-014-0100  Wagonwheel ES  Main Bldg 0301-014-0100 D3050 - Self-Contained/Package Units 2

Split-System DX 

Units  3 DX chillers on roof

CAM01 0301-014-0100  Wagonwheel ES  Main Bldg 0301-014-0100 D5010 - Service and Distribution 2

Main 

Switchboard

 Main switch gear parts not 

available

0301-014-0100 Total 0

CAM01 0301-015-0100  Paintbrush ES  Main Bldg 0301-015-0100 D4030 - Alarms 1   

CAM01 0301-015-0100  Paintbrush ES  Main Bldg 0301-015-0100 D3030 - Cooling 2   

0301-015-0100 Total 0

CAM01 0301-017-0100  Sunflower ES  Main Bldg 0301-017-0100 B3010 - Roof Coverings 2  

 Standing seam metal previously 

painted, wide areas of flaking 

paint and isolated areas of rust

CAM01 0301-017-0100  Sunflower ES  Main Bldg 0301-017-0100 C3030 - Ceilings 2   many stained tiles, edges worn

0301-017-0100 Total 0

CAM01 0301-019-0100  Twin Spruce JR HS (7-9)  Main Bldg 0301-019-0100 D1010 - Elevators 2 Hydraulic  lacks hands-free phone

CAM01 0301-019-0100  Twin Spruce JR HS (7-9)  Main Bldg 0301-019-0100 D3020 - Heating 2

Steam Boiler & 

Hot Water Boiler

 hot water boiler down during 

inspection, aged, parts hard to 

obtain

0301-019-0100 Total 0

CAM01 0301-019-0101  Twin Spruce JR HS (7-9)  Parish Hall 0301-019-0101 C2020 - Stair Finishes 2 Terrazzo  Worn and damaged

0301-019-0101 Total 0

CAM01 0301-020-0100  Sage Valley Jr HS (7-9)  Main Bldg 0301-020-0100 F1024 - Planetariums 2  

 Distressed seating, casework, 

equipment

CAM01 0301-020-0100  Sage Valley Jr HS (7-9)  Main Bldg 0301-020-0100 D1010 - Elevators 2 Hydraulic

 No hands free, no gongs, leak in 

machine room

0301-020-0100 Total 0
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CAM01 0301-022-0100  Little Powder ES/MS (K-8)  Main Bldg 0301-022-0100 B2010 - Exterior Walls 2 Wood Siding

 painted at roof and stone veneer 

over most of panels.  Over 25% of 

the panels are delaminated

CAM01 0301-022-0100  Little Powder ES/MS (K-8)  Main Bldg 0301-022-0100 D5010 - Service and Distribution 2

Main 

Switchboard

 Problems with main switchgear, 

and panels

0301-022-0100 Total 0

CAM01 0301-023-0100  Campbell County HS (North)  Main Bldg 0301-023-0100 D3053 - Swamp Coolers/Window Units 2 Swamp cooler 1988 replacement parts issue

CAM01 0301-023-0100  Campbell County HS (North)  Main Bldg 0301-023-0100 D3050 - Self-Contained/Package Units 2

Rooftop Units 

(RTU)  Original

CAM01 0301-023-0100  Campbell County HS (North)  Main Bldg 0301-023-0100 D1010 - Elevators 2 Hydraulic  No ADA signals or hands free

CAM01 0301-023-0100  Campbell County HS (North)  Main Bldg 0301-023-0100 D3060 - Controls 2 DDC  No parts available

0301-023-0100 Total 0

CAM01 0301-023-0101  Campbell County HS (North)  G Bldg 0301-023-0101 B2030 - Exterior Doors 2 Wood

 Rollup poor; Steel swing doors 

replaced 2007

0301-023-0101 Total 0

CAM01 0301-024-0100  Westwood HS (9-12)  Main Bldg 0301-024-0100 C2020 - Stair Finishes 2  Paint  

0301-024-0100 Total 0

CAR01 0401-004-0100  Little Snake River Valley K-12   Main Bldg 0401-004-0100 D3050 - Self-Contained/Package Units 2   

0401-004-0100 Total 0

CAR01 0401-008-0100  Mountain View Elementary  Mountain View ES 0401-008-0100 F1010 - Greenhouses/Aquaculture 2   attached to outside

CAR01 0401-008-0100  Mountain View Elementary  Mountain View ES 0401-008-0100 D3040 - Distribution 2   

0401-008-0100 Total 0
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CAR01 0401-009-0100  Pershing Elementary  Main Building 0401-009-0100 D3050 - Self-Contained/Package Units 2   

CAR01 0401-009-0100  Pershing Elementary  Main Building 0401-009-0100 F1023 - Multi-purpose Rooms 2   

CAR01 0401-009-0100  Pershing Elementary  Main Building 0401-009-0100 B3010 - Roof Coverings 2   age, leaks

CAR01 0401-009-0100  Pershing Elementary  Main Building 0401-009-0100 C3020 - Floors 2   

CAR01 0401-009-0100  Pershing Elementary  Main Building 0401-009-0100 D3040 - Distribution 2   many pipes leaking

CAR01 0401-009-0100  Pershing Elementary  Main Building 0401-009-0100 D4030 - Alarms 2   

CAR01 0401-009-0100  Pershing Elementary  Main Building 0401-009-0100 D5010 - Service and Distribution 2   

0401-009-0100 Total 0

CAR01 0401-010-0100  Sinclair Elementary  Sinclair ES 0401-010-0100 D3050 - Self-Contained/Package Units 2   

CAR01 0401-010-0100  Sinclair Elementary  Sinclair ES 0401-010-0100 D3020 - Heating 2   

0401-010-0100 Total 0

CAR01 0401-013-0100  Rawlins HS (9-12)  Rawlins HS 0401-013-0100 F1040 - Aquatic Facilities 2   mechanicals are bad

CAR01 0401-013-0100  Rawlins HS (9-12)  Rawlins HS 0401-013-0100 B3010 - Roof Coverings 2   

0401-013-0100 Total 0

CAR01 0401-013-0101  Rawlins HS (9-12)  Occupational Bldg 0401-013-0101 D5030 - Communication/Security 2   

0401-013-0101 Total 0

CAR02 0402-004-0100  Hanna Elementary School  Main Bldg 0402-004-0100 A1010 - Standard Foundations 1  

 needs eng'g analysis of whole 

structure
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CAR02 0402-004-0100  Hanna Elementary School  Main Bldg 0402-004-0100 F1023 - Multi-purpose Rooms 2   

CAR02 0402-004-0100  Hanna Elementary School  Main Bldg 0402-004-0100 A1030 - Slab-on-Grade 2   

CAR02 0402-004-0100  Hanna Elementary School  Main Bldg 0402-004-0100 B3010 - Roof Coverings 2   3 levels membrane, 2 built up

CAR02 0402-004-0100  Hanna Elementary School  Main Bldg 0402-004-0100 B2010 - Exterior Walls 2  

 huge problem in MPR, & number 

of problems in 1960's wing

CAR02 0402-004-0100  Hanna Elementary School  Main Bldg 0402-004-0100 D1010 - Elevators 2   

CAR02 0402-004-0100  Hanna Elementary School  Main Bldg 0402-004-0100 D2010 - Plumbing Fixtures 2   

CAR02 0402-004-0100  Hanna Elementary School  Main Bldg 0402-004-0100 D3060 - Controls 2   

CAR02 0402-004-0100  Hanna Elementary School  Main Bldg 0402-004-0100 D5010 - Service and Distribution 2   

CAR02 0402-004-0100  Hanna Elementary School  Main Bldg 0402-004-0100 D5020 - Interior Lighting 2   

CAR02 0402-004-0100  Hanna Elementary School  Main Bldg 0402-004-0100 E1090 - Kitchen Equipment 2   

0402-004-0100 Total 0

CAR02 0402-005-0100  Hanna Old Gym and Annex  Old Gym and Annex 0402-005-0100 C3030 - Ceilings 2

CAR02 0402-005-0100  Hanna Old Gym and Annex  Old Gym and Annex 0402-005-0100 D4030 - Alarms 2

0402-005-0100 Total 0

CAR02 0402-010-0100  Encampment K-12  Encampment K-12 0402-010-0100 D1010 - Elevators 2   

0402-010-0100 Total 0

CAR02

0402-011-0100  Hanna-Elk Mountain Sr. (9-12)  Hanna-Elk 

Mountain Jr/Sr HS 0402-011-0100 D3040 - Distribution 2   fiberboard ducts deteriorating
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0402-011-0100 Total 0

CAR02 0402-013-0100  Saratoga HS (9-12)  Saratoga HS 0402-013-0100 D3040 - Distribution 2   fiber ducts are falling apart

CAR02 0402-013-0100  Saratoga HS (9-12)  Saratoga HS 0402-013-0100 D4030 - Alarms 2   age

0402-013-0100 Total 0

CON01 0501-012-0100  Douglas MS (6-8)  Douglas MS 0501-012-0100 B2030 - Exterior Doors 2   

0501-012-0100 Total 0

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 D3050 - Self-Contained/Package Units 2

Split-System DX 

Units  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 F1021 - Gymnasiums w/Locker Rooms 2   

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 D4010 - Sprinklers 2 Wet Pipe System  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 B2020 - Windows 2 Operable  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 B3010 - Roof Coverings 2

Built-up Roof 

(BUR)  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 C1020 - Interior Doors 2 Wood  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 C1030 - Misc. Interior Specialties 2 Toilet Partitions  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 C2020 - Stair Finishes 2  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 C3010 - Walls 2

Painted 

Drywall/Plaster  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 C3020 - Floors 2 Carpet  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 C3030 - Ceilings 2

Acoustical 

Ceiling Tile  
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CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 D2010 - Plumbing Fixtures 2   

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 D3020 - Heating 2 Hot Water Boiler  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 D3040 - Distribution 2 Hydronic  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 D3060 - Controls 2 Pneumatic  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 D4030 - Alarms 2 Central Station  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 D5020 - Interior Lighting 2 Fluorescent T-12  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 D5030 - Communication/Security 2 Telephone  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 E1020 - Institutional Equipment 2 Fume Hoods  

CON02 0502-005-0100  Grant ES  Grant ES Main Bldg 0502-005-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry  

0502-005-0100 Total 0

CON02

0502-006-0100  Glenrock Intermediate/MS (5-8)  Glenrock 

Intermediate/MS 0502-006-0100 D3020 - Heating 1   very old, can't get parts

CON02

0502-006-0100  Glenrock Intermediate/MS (5-8)  Glenrock 

Intermediate/MS 0502-006-0100 B3010 - Roof Coverings 2   many leaks

CON02

0502-006-0100  Glenrock Intermediate/MS (5-8)  Glenrock 

Intermediate/MS 0502-006-0100 D2020 - Domestic Water Dist. 2   

CON02

0502-006-0100  Glenrock Intermediate/MS (5-8)  Glenrock 

Intermediate/MS 0502-006-0100 D3060 - Controls 2   age, leaks

0502-006-0100 Total 0

CON02 0502-007-0100  Glenrock HS (9-12)  Glenrock HS 0502-007-0100 B3010 - Roof Coverings 2   

CON02 0502-007-0100  Glenrock HS (9-12)  Glenrock HS 0502-007-0100 B2020 - Windows 2   
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CON02 0502-007-0100  Glenrock HS (9-12)  Glenrock HS 0502-007-0100 D3020 - Heating 2   

CON02 0502-007-0100  Glenrock HS (9-12)  Glenrock HS 0502-007-0100 D3060 - Controls 2   

CON02 0502-007-0100  Glenrock HS (9-12)  Glenrock HS 0502-007-0100 D4030 - Alarms 2   

0502-007-0100 Total 0

CRO01 0601-004-0100  Moorcroft ES  Moorcroft ES Main Building 0601-004-0100 B2020 - Windows 1   Leaking. No weatherstripping

CRO01 0601-004-0100  Moorcroft ES  Moorcroft ES Main Building 0601-004-0100 D5010 - Service and Distribution 1   old, hot panels and breakers

CRO01 0601-004-0100  Moorcroft ES  Moorcroft ES Main Building 0601-004-0100 F1021 - Gymnasiums w/Locker Rooms 2   locker rooms, finishes, lighting

CRO01 0601-004-0100  Moorcroft ES  Moorcroft ES Main Building 0601-004-0100 B2010 - Exterior Walls 2  

 brick falling off, mortar 

deteriorating. Tie rods holding 

1933 addition

CRO01 0601-004-0100  Moorcroft ES  Moorcroft ES Main Building 0601-004-0100 B3010 - Roof Coverings 2   Chronic leaks, age

CRO01 0601-004-0100  Moorcroft ES  Moorcroft ES Main Building 0601-004-0100 D3060 - Controls 2   inadequate, old

CRO01 0601-004-0100  Moorcroft ES  Moorcroft ES Main Building 0601-004-0100 D5020 - Interior Lighting 2  age

0601-004-0100 Total 0

CRO01

0601-006-0100  Moorcroft Jr/Sr HS (7-12)  Moorcroft Jr/Sr HS 

Main Bldg 0601-006-0100 F1010 - Greenhouses/Aquaculture 2   poor condition

CRO01

0601-006-0100  Moorcroft Jr/Sr HS (7-12)  Moorcroft Jr/Sr HS 

Main Bldg 0601-006-0100 B3010 - Roof Coverings 2   life cycle

CRO01

0601-006-0100  Moorcroft Jr/Sr HS (7-12)  Moorcroft Jr/Sr HS 

Main Bldg 0601-006-0100 D4030 - Alarms 2   Parts hard to find, ADA

0601-006-0100 Total 0

CRO01

0601-007-0100  Sundance Jr/Sr HS (7-12)  Sundance Jr/Sr Main 

Bldg 0601-007-0100 B3010 - Roof Coverings 2  

 Scheduled for replacement 

summer 2009
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CRO01

0601-007-0100  Sundance Jr/Sr HS (7-12)  Sundance Jr/Sr Main 

Bldg 0601-007-0100 D3060 - Controls 2   Plan to replace 2009

0601-007-0100 Total 0

FRE01 0701-003-0100  Hudson ES  0701-003-0100 D4030 - Alarms 1 Central Station

No heat detection in mechanical 

rooms, no smoke detection in 

public areas

0701-003-0100 Total 0

FRE01 0701-004-0100  North ES  North ES 0701-004-0100 B3010 - Roof Coverings 2

urethane coating on foam roof 

failing; lots of ponding areas.

FRE01 0701-004-0100  North ES  North ES 0701-004-0100 D2030 - Sanitary Waste 2

reported significant problems with 

cast-iron with root issue at every 

hub/joint

FRE01 0701-004-0100  North ES  North ES 0701-004-0100 D3050 - Self-Contained/Package Units 2

many of the forced air furnaces 

original and having problems - 

scheduled for 2009 replacement

FRE01 0701-004-0100  North ES  North ES 0701-004-0100 D5010 - Service and Distribution 2

due to age and the practice of 

adding subpanels to original 

panels

FRE01 0701-004-0100  North ES  North ES 0701-004-0100 E1090 - Kitchen Equipment 2

due to age and condition of 

equipment - mostly original

FRE01 0701-004-0100  North ES  North ES 0701-004-0100 E2010 - Fixed Furnishings 2

original and in poor condition - 

major refinishing or replacement 

is needed

0701-004-0100 Total 0

FRE01 0701-005-0100  South ES  South ES 0701-005-0100 D2020 - Domestic Water Dist. 1

original system; galvanized piping 

having problems with pinholes at 

fittings

FRE01 0701-005-0100  South ES  South ES 0701-005-0100 D2030 - Sanitary Waste 1

multiple problems with system; 

system undersized at 1964 with 

frequent plugging

FRE01 0701-005-0100  South ES  South ES 0701-005-0100 D3040 - Distribution 1

Insufficient capacity as lines are 

plugged; univents can no longer 

get parts for; 1935 and 1954 are 

FRE01 0701-005-0100  South ES  South ES 0701-005-0100 D5010 - Service and Distribution 1

Cloth wire in the 1936 and 1954 

wings - potential hazard due to 

age; copper in the 1964 wings

FRE01 0701-005-0100  South ES  South ES 0701-005-0100 B3010 - Roof Coverings 2

foam roof.  Urethane coating 

pinholes and starting to fail

FRE01 0701-005-0100  South ES  South ES 0701-005-0100 B2010 - Exterior Walls 2

Significant moisture trapped 

within walls; isolated bowing at 

front of school; significant tuck 
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FRE01 0701-005-0100  South ES  South ES 0701-005-0100 C1030 - Misc. Interior Specialties 2

lockers and toilet partitions in 

poor condition and older

FRE01 0701-005-0100  South ES  South ES 0701-005-0100 D2040 - Stormwater Drainage 2 due to age of systems

0701-005-0100 Total 0

FRE01 0701-006-0100  West ES   West ES 0701-006-0100 E1090 - Kitchen Equipment 2 Warming Only

Dishwasher, SS Sink, original, no 

parts for dishwasher

0701-006-0100 Total 0

FRE01 0701-008-0100  Starrett Jr HS (7-8)  Starrett Jr HS 0701-008-0100 F1010 - Greenhouses/Aquaculture 2

significant damage - no longer 

used as a greenhouse but as a junk 

room

FRE01 0701-008-0100  Starrett Jr HS (7-8)  Starrett Jr HS 0701-008-0100 D2010 - Plumbing Fixtures 2

Due to age and condition of 

fixtures - more than 50% damaged 

or not functioning

FRE01 0701-008-0100  Starrett Jr HS (7-8)  Starrett Jr HS 0701-008-0100 D4030 - Alarms 2 Not ADA compliant

FRE01 0701-008-0100  Starrett Jr HS (7-8)  Starrett Jr HS 0701-008-0100 E1020 - Institutional Equipment 2 age of equipment - most original

FRE01 0701-008-0100  Starrett Jr HS (7-8)  Starrett Jr HS 0701-008-0100 E1090 - Kitchen Equipment 2

most equipment original - several 

items do not function

0701-008-0100 Total 0

FRE01 0701-010-0100  Pathfinder HS   Learning Center 0701-010-0100 C1020 - Interior Doors 2 Wood Aged, chipped, worn

FRE01 0701-010-0100  Pathfinder HS   Learning Center 0701-010-0100 C2020 - Stair Finishes 2 Painted Concrete Poor condition

0701-010-0100 Total 0

FRE02 0702-002-0100  Dubois ES/MS (K-8)  Dubois ES/MS 0702-002-0100 D4030 - Alarms 1

No heat or smoke detectors in 

mechanical rooms

0702-002-0100 Total 0

FRE02 0702-003-0100  Dubois HS (9-12)  Dubois HS 9-12 0702-003-0100 D4030 - Alarms 1 does not meet min. req.
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FRE02 0702-003-0100  Dubois HS (9-12)  Dubois HS 9-12 0702-003-0100 F1023 - Multi-purpose Rooms 2 Ventilation system not operational

FRE02 0702-003-0100  Dubois HS (9-12)  Dubois HS 9-12 0702-003-0100 B2010 - Exterior Walls 2 Brick

FRE02 0702-003-0100  Dubois HS (9-12)  Dubois HS 9-12 0702-003-0100 B2020 - Windows 2 aluminum

FRE02 0702-003-0100  Dubois HS (9-12)  Dubois HS 9-12 0702-003-0100 B2030 - Exterior Doors 2

FRE02 0702-003-0100  Dubois HS (9-12)  Dubois HS 9-12 0702-003-0100 C1030 - Misc. Interior Specialties 2 Toilet partitions and lockers

FRE02 0702-003-0100  Dubois HS (9-12)  Dubois HS 9-12 0702-003-0100 C3030 - Ceilings 2

Acoustical 

Ceiling Tile

0702-003-0100 Total 0

FRE06 0706-002-0100  Crowheart ES  Crow Heart ES 0706-002-0100 C3020 - Floors 2

FRE06 0706-002-0100  Crowheart ES  Crow Heart ES 0706-002-0100 E2010 - Fixed Furnishings 2 Casework

Painted wood cabinets and 

millwork

0706-002-0100 Total 0

FRE06 0706-002-0101  Crowheart ES  Crow Heart Gym/Cafeteria 0706-002-0101 C1030 - Misc. Interior Specialties 2

Toilet partitions, lockers no longer 

used

FRE06 0706-002-0101  Crowheart ES  Crow Heart Gym/Cafeteria 0706-002-0101 C3030 - Ceilings 2

Acoustical 

Ceiling Tile

Painted gypsum board ceilings in 

kitchen, water damaged

FRE06 0706-002-0101  Crowheart ES  Crow Heart Gym/Cafeteria 0706-002-0101 D2010 - Plumbing Fixtures 2

0706-002-0101 Total 0

FRE06 0706-003-0100  Wind River Jr/Sr HS (6-12)  Wind River Jr/Sr HS 0706-003-0100 D4030 - Alarms 1

No heat detectors in mechanical 

rooms

0706-003-0100 Total 0

FRE14 0714-001-0100  Wyoming Indian ES  0714-001-0100 D4030 - Alarms 1 No smoke detectors
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FRE14 0714-001-0100  Wyoming Indian ES  0714-001-0100 B2030 - Exterior Doors 2 Steel Metal frames and hardware poor

FRE14 0714-001-0100  Wyoming Indian ES  0714-001-0100 C1020 - Interior Doors 2 Wood

FRE14 0714-001-0100  Wyoming Indian ES  0714-001-0100 C1030 - Misc. Interior Specialties 2 Toilet partitions and lockers

FRE14 0714-001-0100  Wyoming Indian ES  0714-001-0100 C3010 - Walls 2

Painted 

Drywall/Plaster

FRE14 0714-001-0100  Wyoming Indian ES  0714-001-0100 C3020 - Floors 2 Carpet

FRE14 0714-001-0100  Wyoming Indian ES  0714-001-0100 C3030 - Ceilings 2

Acoustical 

Ceiling Tile

FRE14 0714-001-0100  Wyoming Indian ES  0714-001-0100 D2010 - Plumbing Fixtures 2

FRE14 0714-001-0100  Wyoming Indian ES  0714-001-0100 E1020 - Institutional Equipment 2 Fume Hoods

Laboratory fume hood operational 

but not used.

FRE14 0714-001-0100  Wyoming Indian ES  0714-001-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry classroom cabinets

0714-001-0100 Total 0

FRE14 0714-001-0101  Wyoming Indian ES   Gym 0714-001-0101 D4030 - Alarms 1 no smoke detectors

FRE14 0714-001-0101  Wyoming Indian ES   Gym 0714-001-0101 B2020 - Windows 2 Operable

Leaks reported and water damaged 

sills observed

FRE14 0714-001-0101  Wyoming Indian ES   Gym 0714-001-0101 C3030 - Ceilings 2

0714-001-0101 Total 0

FRE14 0714-002-0100  Wyoming Indian MS (6-8)  MS 0714-002-0100 D4030 - Alarms 1 Central Station

Pull stations, smoke detectors in 

corridors, horns and strobes. No 

heat/smoke detectors in boiler 

FRE14 0714-002-0100  Wyoming Indian MS (6-8)  MS 0714-002-0100 C3020 - Floors 2 Carpet

vinyl floor tile in cafeteria and 

restrooms

FRE14 0714-002-0100  Wyoming Indian MS (6-8)  MS 0714-002-0100 E2010 - Fixed Furnishings 2

classroom millwork and hall 

display
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0714-002-0100 Total 0

FRE14 0714-002-0101  Wyoming Indian MS (6-8)  Middle Gym 0714-002-0101 D4030 - Alarms 1

No heat or smoke detectors in 2nd 

level mechanical rooms.

0714-002-0101 Total 0

FRE14 0714-003-0100  Wyoming Indian HS (9-12)  HS 0714-003-0100 D4030 - Alarms 1

System is original, does not meet 

any ADA standards

FRE14 0714-003-0100  Wyoming Indian HS (9-12)  HS 0714-003-0100 B3010 - Roof Coverings 2

Roofs recovered in 2005.  Issue 

partially resolved with gym roof 

blow-off but lots of insulation still 

FRE14 0714-003-0100  Wyoming Indian HS (9-12)  HS 0714-003-0100 C3030 - Ceilings 2

All tiles cupped and sagging due 

to moist cooling system

0714-003-0100 Total 0

FRE14 0714-003-0101  Wyoming Indian HS (9-12)  HS Tech Center 0714-003-0101 D4030 - Alarms 1

Original panel - not ADA 

compliant; no heat detectors in 

boiler room

0714-003-0101 Total 0

FRE21 0721-001-0102  Fort Washakie ES/MS  0721-001-0102 D3053 - Swamp Coolers/Window Units 1 Kitchen area, non-functional

FRE21 0721-001-0102  Fort Washakie ES/MS  0721-001-0102 D4030 - Alarms 1 Central Station

No smoke, strobes, pull station too 

high, no heat detection

FRE21 0721-001-0102  Fort Washakie ES/MS  0721-001-0102 C1030 - Misc. Interior Specialties 2 Lockers

1957 section, built-in lockers 

poor, toilet partitions deteriorated

FRE21 0721-001-0102  Fort Washakie ES/MS  0721-001-0102 C2020 - Stair Finishes 2 Vinyl Sheet/Tile Delaminated

0721-001-0102 Total 0

FRE21 0721-001-0108  Fort Washakie ES/MS  Library/Culture Center 0721-001-0108 D4030 - Alarms 1 Central Station

System would rate "5" except for 

no heat detection in mechanical 

room, no smoke in public areas

0721-001-0108 Total 0

FRE24 0724-002-0101  Shoshoni K-12  Shoshoni K-12 0724-002-0101 D4030 - Alarms 1

missing pull stations at exit doors; 

boiler beneath gym missing heat 

detectors; missing strobes
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FRE24 0724-002-0101  Shoshoni K-12  Shoshoni K-12 0724-002-0101 D1013 - Lifts 2

2 lifts - difficult to maintain and 

get parts for.

FRE24 0724-002-0101  Shoshoni K-12  Shoshoni K-12 0724-002-0101 C1030 - Misc. Interior Specialties 2

lockers are extremely old and in 

fair to poor condition

FRE24 0724-002-0101  Shoshoni K-12  Shoshoni K-12 0724-002-0101 D3040 - Distribution 2

radiant system in 1936 to 1950 

wing original; univents in 1965 

wing original; glycol system in 

0724-002-0101 Total 0

FRE24 0724-002-0102  Shoshoni K-12  Industrial Arts/Agri 0724-002-0102 B2010 - Exterior Walls 1

Systemic water leaks under both 

north and south walls every time it 

rains - some damage to panels

FRE24 0724-002-0102  Shoshoni K-12  Industrial Arts/Agri 0724-002-0102 C3010 - Walls 2 shop walls need painted

FRE24 0724-002-0102  Shoshoni K-12  Industrial Arts/Agri 0724-002-0102 D3040 - Distribution 2

fresh air AHU plus two smaller 

units - problems reported with 

exterior unit - all original

FRE24 0724-002-0102  Shoshoni K-12  Industrial Arts/Agri 0724-002-0102 D5020 - Interior Lighting 2

light fixtures are old, heavily 

stained, with many ballasts 

needing replaced.

0724-002-0102 Total 0

FRE24 0724-002-0103  Shoshoni K-12  Greenhouse 0724-002-0103 D4030 - Alarms 1 only 1 pull station for 2 doors

FRE24 0724-002-0103  Shoshoni K-12  Greenhouse 0724-002-0103 D3053 - Swamp Coolers/Window Units 2

thru-wall swamp coolers - lots of 

corrosion

FRE24 0724-002-0103  Shoshoni K-12  Greenhouse 0724-002-0103 B2010 - Exterior Walls 2

plexiglass sandwich panels in last 

1/3 of life - very brittle

FRE24 0724-002-0103  Shoshoni K-12  Greenhouse 0724-002-0103 B3010 - Roof Coverings 2

same material as walls - very 

brittle

FRE24 0724-002-0103  Shoshoni K-12  Greenhouse 0724-002-0103 D2020 - Domestic Water Dist. 2

unsupported PVC with no 

backflow preventer

0724-002-0103 Total 0

FRE25 0725-003-0100  Ashgrove ES (K-3)  Ashgrove ES 0725-003-0100 D2020 - Domestic Water Dist. 2

original galvanized piping with 

reported flow problems

FRE25 0725-003-0100  Ashgrove ES (K-3)  Ashgrove ES 0725-003-0100 D2030 - Sanitary Waste 2

original system with reported 

problems
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FRE25 0725-003-0100  Ashgrove ES (K-3)  Ashgrove ES 0725-003-0100 E1090 - Kitchen Equipment 2 original systems

0725-003-0100 Total 0

FRE25 0725-005-0100  Lincoln ES  Lincoln ES 0725-005-0100 B2020 - Windows 2

Age; damage to gaskets; fiberglass 

panels deteriorating

FRE25 0725-005-0100  Lincoln ES  Lincoln ES 0725-005-0100 B3010 - Roof Coverings 2

ballasted EPDM; foam roof; 

multiple skylights that reportedly 

leak

FRE25 0725-005-0100  Lincoln ES  Lincoln ES 0725-005-0100 C1020 - Interior Doors 2

due to age and condition of 

hardware

FRE25 0725-005-0100  Lincoln ES  Lincoln ES 0725-005-0100 C3020 - Floors 2

age and condition of carpet 

controls

FRE25 0725-005-0100  Lincoln ES  Lincoln ES 0725-005-0100 D3053 - Swamp Coolers/Window Units 2

age and condition - reportedly still 

work

FRE25 0725-005-0100  Lincoln ES  Lincoln ES 0725-005-0100 E1090 - Kitchen Equipment 2

older kitchen equipment  - some 

not used anymore

FRE25 0725-005-0100  Lincoln ES  Lincoln ES 0725-005-0100 E2010 - Fixed Furnishings 2 damage to cabinetry exceeds 25%

0725-005-0100 Total 0

FRE25

0725-006-0100  Jackson ES (K-3) / Rendezvous ES (4-5)  

Rendezvous ES 0725-006-0100 D3050 - Self-Contained/Package Units 2

2 new small split units (20%); 5 

original package/heater only 

(80%)

FRE25

0725-006-0100  Jackson ES (K-3) / Rendezvous ES (4-5)  

Rendezvous ES 0725-006-0100 B3010 - Roof Coverings 2

recover roof installed in 2004 - 

significant ponding (1-inch or 

greater) on 40% of roof surface;  

FRE25

0725-006-0100  Jackson ES (K-3) / Rendezvous ES (4-5)  

Rendezvous ES 0725-006-0100 C1030 - Misc. Interior Specialties 2

Lockers are original and in 

extremely poor condition

FRE25

0725-006-0100  Jackson ES (K-3) / Rendezvous ES (4-5)  

Rendezvous ES 0725-006-0100 E1090 - Kitchen Equipment 2

Original - questions on 

functionality of several pieces of 

equipment

FRE25

0725-006-0100  Jackson ES (K-3) / Rendezvous ES (4-5)  

Rendezvous ES 0725-006-0100 E2010 - Fixed Furnishings 2

original cabinetry in poor 

condition

0725-006-0100 Total 0

FRE25

0725-006-0108  Jackson ES (K-3) / Rendezvous ES (4-5)  Jackson 

ES 0725-006-0108 D1013 - Lifts 2

36X53 but requires hand 

operation, no signage, does not 

meet ADA standards - 20 years 
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FRE25

0725-006-0108  Jackson ES (K-3) / Rendezvous ES (4-5)  Jackson 

ES 0725-006-0108 B3010 - Roof Coverings 2

Recover EPDM roof installed in 

2004 - 40 to 50% of the roof has 1-

inch of standing water after 48 

FRE25

0725-006-0108  Jackson ES (K-3) / Rendezvous ES (4-5)  Jackson 

ES 0725-006-0108 E1090 - Kitchen Equipment 2

Original kitchen equipment and 

sinks - end of useful life

FRE25

0725-006-0108  Jackson ES (K-3) / Rendezvous ES (4-5)  Jackson 

ES 0725-006-0108 E2010 - Fixed Furnishings 2

Original cabinetry in poor 

condition

0725-006-0108 Total 0

FRE25

0725-007-0100  Riverton MS (6-8) / Riverton HS (9-12)  Riverton 

HS 0725-007-0100 C3030 - Ceilings 1

original metric ceiling tiles that 

can not be replaced without 

special order.  More than 50% had 

FRE25

0725-007-0100  Riverton MS (6-8) / Riverton HS (9-12)  Riverton 

HS 0725-007-0100 D4030 - Alarms 1

missing heat detectors in sprinkled 

boiler room; isolated strobes in 

wrong location

FRE25

0725-007-0100  Riverton MS (6-8) / Riverton HS (9-12)  Riverton 

HS 0725-007-0100 D3030 - Cooling 2

cooling tower only for 2-pipe 

system - tower in poor condition

FRE25

0725-007-0100  Riverton MS (6-8) / Riverton HS (9-12)  Riverton 

HS 0725-007-0100 C1020 - Interior Doors 2

significant surface damage and 

hardware is old and poorly 

operating

FRE25

0725-007-0100  Riverton MS (6-8) / Riverton HS (9-12)  Riverton 

HS 0725-007-0100 E1090 - Kitchen Equipment 2

original kitchen equipment and 

sinks; average to poor 

maintenance and condition

0725-007-0100 Total 0

FRE25

0725-007-0101  Riverton MS (6-8) / Riverton HS (9-12)  Career 

Center 0725-007-0101 C3010 - Walls 2 Needs to be painted

FRE25

0725-007-0101  Riverton MS (6-8) / Riverton HS (9-12)  Career 

Center 0725-007-0101 D5010 - Service and Distribution 2

Building is 100% aluminum 

wiring and in last third of useful 

life

0725-007-0101 Total 0

FRE25

0725-007-0102  Riverton MS (6-8) / Riverton HS (9-12)  

Alternative School 0725-007-0102 D4030 - Alarms 1

System panel was salvaged from 

another school - system is a 

localized alarm to the building and 

FRE25

0725-007-0102  Riverton MS (6-8) / Riverton HS (9-12)  

Alternative School 0725-007-0102 C3020 - Floors 2 old,  heavily stained and damaged

0725-007-0102 Total 0

FRE25

0725-008-0100  Riverton Middle School (6-8)  Riverton Middle 

School Main Bldg 0725-008-0100 D4030 - Alarms 1 Central Station

System would rate as a "5" except 

no heat detection in mechanical or 

electrical rooms
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0725-008-0100 Total 0

FRE38

0738-003-0100  Charter High School  Arapahoe Charter High 

School 0738-003-0100 D4030 - Alarms 1 Central Station

System rated as a 5 except for no 

heat detection in the mechanical 

rooms, no smoke detection in 

0738-003-0100 Total 0

GOS01

0801-004-0100  LaGrange School  LaGrange School - 1972 

Addition 0801-004-0100 B2020 - Windows 2   

GOS01

0801-004-0100  LaGrange School  LaGrange School - 1972 

Addition 0801-004-0100 E1090 - Kitchen Equipment 2   

0801-004-0100 Total 0

GOS01 0801-005-0100  Lingle-Fort Laramie ES  Lingle-Fort Laramie ES 0801-005-0100 B2020 - Windows 2 1987, aluminum

GOS01 0801-005-0100  Lingle-Fort Laramie ES  Lingle-Fort Laramie ES 0801-005-0100 C1020 - Interior Doors 2

GOS01 0801-005-0100  Lingle-Fort Laramie ES  Lingle-Fort Laramie ES 0801-005-0100 C1030 - Misc. Interior Specialties 2

GOS01 0801-005-0100  Lingle-Fort Laramie ES  Lingle-Fort Laramie ES 0801-005-0100 D2010 - Plumbing Fixtures 2

GOS01 0801-005-0100  Lingle-Fort Laramie ES  Lingle-Fort Laramie ES 0801-005-0100 D2030 - Sanitary Waste 2 municipal, cast iron, backs up

GOS01 0801-005-0100  Lingle-Fort Laramie ES  Lingle-Fort Laramie ES 0801-005-0100 D3010 - Energy Supply 2 natural gas; electric inadequate

GOS01 0801-005-0100  Lingle-Fort Laramie ES  Lingle-Fort Laramie ES 0801-005-0100 D5010 - Service and Distribution 2 copper, maxed out

0801-005-0100 Total 0

GOS01

0801-012-0100  Lingle-Fort Laramie ES/MS/HS  Lingle-Fort 

Laramie HS/MS 0801-012-0100 C1020 - Interior Doors 2   

GOS01

0801-012-0100  Lingle-Fort Laramie ES/MS/HS  Lingle-Fort 

Laramie HS/MS 0801-012-0100 D4030 - Alarms 2   

0801-012-0100 Total 0
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GOS01 0801-012-0101  Lingle-Fort Laramie ES/MS/HS  Industrial Arts 0801-012-0101 D4030 - Alarms 1   

GOS01 0801-012-0101  Lingle-Fort Laramie ES/MS/HS  Industrial Arts 0801-012-0101 B2030 - Exterior Doors 2   

0801-012-0101 Total 0

GOS01 0801-012-0102  Lingle-Fort Laramie ES/MS/HS  Vo-Ag Bldg 0801-012-0102 D4030 - Alarms 1   

GOS01 0801-012-0102  Lingle-Fort Laramie ES/MS/HS  Vo-Ag Bldg 0801-012-0102 B2020 - Windows 2   

GOS01 0801-012-0102  Lingle-Fort Laramie ES/MS/HS  Vo-Ag Bldg 0801-012-0102 D3010 - Energy Supply 2   

0801-012-0102 Total 0

GOS01

0801-012-0106  Lingle-Fort Laramie ES/MS/HS  Lingle-Fort 

Laramie ES 0801-012-0106 B2020 - Windows 2   1987, aluminum

GOS01

0801-012-0106  Lingle-Fort Laramie ES/MS/HS  Lingle-Fort 

Laramie ES 0801-012-0106 C1020 - Interior Doors 2   

GOS01

0801-012-0106  Lingle-Fort Laramie ES/MS/HS  Lingle-Fort 

Laramie ES 0801-012-0106 C1030 - Misc. Interior Specialties 2   

GOS01

0801-012-0106  Lingle-Fort Laramie ES/MS/HS  Lingle-Fort 

Laramie ES 0801-012-0106 D2010 - Plumbing Fixtures 2   

GOS01

0801-012-0106  Lingle-Fort Laramie ES/MS/HS  Lingle-Fort 

Laramie ES 0801-012-0106 D2030 - Sanitary Waste 2   

GOS01

0801-012-0106  Lingle-Fort Laramie ES/MS/HS  Lingle-Fort 

Laramie ES 0801-012-0106 D3010 - Energy Supply 2   

GOS01

0801-012-0106  Lingle-Fort Laramie ES/MS/HS  Lingle-Fort 

Laramie ES 0801-012-0106 D5010 - Service and Distribution 2   maxed out

0801-012-0106 Total 0

GOS01 0801-013-0100  Torrington HS (9-12)  Torrington HS 0801-013-0100 D1010 - Elevators 1   ADA

GOS01 0801-013-0100  Torrington HS (9-12)  Torrington HS 0801-013-0100 D3030 - Cooling 2   chiller
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GOS01 0801-013-0100  Torrington HS (9-12)  Torrington HS 0801-013-0100 D2020 - Domestic Water Dist. 2   inoperable in labs

GOS01 0801-013-0100  Torrington HS (9-12)  Torrington HS 0801-013-0100 D3040 - Distribution 2   large wall gaps around ductwork

GOS01 0801-013-0100  Torrington HS (9-12)  Torrington HS 0801-013-0100 D4030 - Alarms 2   age

GOS01 0801-013-0100  Torrington HS (9-12)  Torrington HS 0801-013-0100 E1020 - Institutional Equipment 2   science labs - terrible

GOS01 0801-013-0100  Torrington HS (9-12)  Torrington HS 0801-013-0100 E1090 - Kitchen Equipment 2   age, failure

0801-013-0100 Total 0

GOS01

0801-013-0112  Torrington HS (9-12)  Wood Shop/Maintenance 

Storage 0801-013-0112 E1020 - Institutional Equipment 1

GOS01

0801-013-0112  Torrington HS (9-12)  Wood Shop/Maintenance 

Storage 0801-013-0112 B2030 - Exterior Doors 2

GOS01

0801-013-0112  Torrington HS (9-12)  Wood Shop/Maintenance 

Storage 0801-013-0112 B3010 - Roof Coverings 2

GOS01

0801-013-0112  Torrington HS (9-12)  Wood Shop/Maintenance 

Storage 0801-013-0112 C3010 - Walls 2

GOS01

0801-013-0112  Torrington HS (9-12)  Wood Shop/Maintenance 

Storage 0801-013-0112 C3020 - Floors 2

GOS01

0801-013-0112  Torrington HS (9-12)  Wood Shop/Maintenance 

Storage 0801-013-0112 D2010 - Plumbing Fixtures 2

GOS01

0801-013-0112  Torrington HS (9-12)  Wood Shop/Maintenance 

Storage 0801-013-0112 D5010 - Service and Distribution 2

GOS01

0801-013-0112  Torrington HS (9-12)  Wood Shop/Maintenance 

Storage 0801-013-0112 D5020 - Interior Lighting 2

GOS01

0801-013-0112  Torrington HS (9-12)  Wood Shop/Maintenance 

Storage 0801-013-0112 D3050 - Self-Contained/Package Units 2

0801-013-0112 Total 0

HOT01 0901-004-0100  Thermopolis MS (6-8)  MS 0901-004-0100 A1030 - Slab-on-Grade 2  

 systemic slab movement - almost 

all interior walls 

cracking/separating - floor 
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HOT01 0901-004-0100  Thermopolis MS (6-8)  MS 0901-004-0100 C1010 - Partitions 2   see slab comments

0901-004-0100 Total 0

JOH01 1001-006-0100  Meadowlark ES  Meadowlark ES Main Bldg 1001-006-0100 C3030 - Ceilings 2

Acoustical 

Ceiling Tile  grid Is rusting

1001-006-0100 Total 0

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 C3020 - Floors 1

Resilient Vinyl 

Tile

10% new remaining is original 

asbestos

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 E2010 - Fixed Furnishings 1 original

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 D3020 - Heating 1 Hot Water Boiler

numerous failures of small boilers, 

supplemented with elect panels

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 D4030 - Alarms 1 Local Alarm missing parts

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 A1010 - Standard Foundations 2

repairs to cobble needed Struct. 

Evaluation

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 A1030 - Slab-on-Grade 2 AS Reactivity issues with SOG

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 B2020 - Windows 2 Fixed single pane

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 B3010 - Roof Coverings 2

EPDM/Single-Ply 

Rubber

portion of 1908 is shingle 1, single 

ply is poor

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 C2020 - Stair Finishes 2

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 C3010 - Walls 2

Painted 

Drywall/Plaster

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 D2010 - Plumbing Fixtures 2 5% new

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 D2020 - Domestic Water Dist. 2

Galvanized, 

copper several failures per district

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 D2030 - Sanitary Waste 2 Cast-Iron Piping failures and re-routes
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JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 D2040 - Stormwater Drainage 2 Cast-Iron Piping leaking, no drain to off site,

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 D5010 - Service and Distribution 2

Distribution 

Breaker Panels cannibalized system

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 E1020 - Institutional Equipment 2 Fume Hoods not working

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 D3050 - Self-Contained/Package Units 2

Split-System DX 

Units several window units failure

JOH01 1001-007-0100  Clear Creek ES/MS (5-8)  Main Bldg 1001-007-0100 F1021 - Gymnasiums w/Locker Rooms 2 original

1001-007-0100 Total 0

LAR01 1101-004-0100  Arp   ES Main Building 1101-004-0100 B2020 - Windows 2 Operable  

LAR01 1101-004-0100  Arp   ES Main Building 1101-004-0100 D2020 - Domestic Water Dist. 2 Galvanized  Last 1/3 of service life

1101-004-0100 Total 0

LAR01 1101-006-0100  Bain ES  Bain ES Main Building 1101-006-0100 B2020 - Windows 2 Operable

 Very poor condition, vision 

panels cannot be seen out of, 

frames with no seals or damaged 

LAR01 1101-006-0100  Bain ES  Bain ES Main Building 1101-006-0100 C1020 - Interior Doors 2 Wood

 Age, original to building, very 

poor condition, no ADA hardware

1101-006-0100 Total 0

LAR01

1101-007-0100  Buffalo Ridge ES  Buffalo Ridge ES Main 

Building 1101-007-0100 D2020 - Domestic Water Dist. 2 Galvanized  Very poor condition-Age

LAR01

1101-007-0100  Buffalo Ridge ES  Buffalo Ridge ES Main 

Building 1101-007-0100 D2030 - Sanitary Waste 2 Cast-Iron Piping  Age,leaks,very poor condition

1101-007-0100 Total 0

LAR01 1101-009-0100  Cole ES  Cole ES Main Building 1101-009-0100 C3020 - Floors 2 Carpet  75% - 2, 25% - 4

1101-009-0100 Total 0
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LAR01 1101-011-0100  Davis ES  Davis ES Main Building 1101-011-0100 B3010 - Roof Coverings 1

Built-up Roof 

(BUR)

 Soffits, fascia, underlayment 

including the roof coverings in 

very poor condition

LAR01 1101-011-0100  Davis ES  Davis ES Main Building 1101-011-0100 B2020 - Windows 2 Operable

 80% of windows are single pane 

and in very poor condition, leaks, 

seals, hardware

LAR01 1101-011-0100  Davis ES  Davis ES Main Building 1101-011-0100 D2020 - Domestic Water Dist. 2 Galvanized

Minor leaks currently replacement 

of sections of pipe required.

1101-011-0100 Total 0

LAR01 1101-012-0100  Deming ES  Deming ES Main Building 1101-012-0100 C3020 - Floors 2 Carpet

 Carpet,VCT and VAT needs to be 

replaced- in poor condition

LAR01 1101-012-0100  Deming ES  Deming ES Main Building 1101-012-0100 D2020 - Domestic Water Dist. 2 Galvanized  Many leaks

LAR01 1101-012-0100  Deming ES  Deming ES Main Building 1101-012-0100 D2040 - Stormwater Drainage 2 Cast-Iron Piping  Major leaks

LAR01 1101-012-0100  Deming ES  Deming ES Main Building 1101-012-0100 D3060 - Controls 2 Pneumatic  Compressor runs excessively

LAR01 1101-012-0100  Deming ES  Deming ES Main Building 1101-012-0100 D4030 - Alarms 2 Local Alarm  Only fair condition-Age

1101-012-0100 Total 0

LAR01 1101-013-0100  Dildine ES  Dildine ES Main Building 1101-013-0100 B3010 - Roof Coverings 2

Modified 

Bituminous  Chronic roof leaks

LAR01 1101-013-0100  Dildine ES  Dildine ES Main Building 1101-013-0100 C3030 - Ceilings 2

Acoustical 

Ceiling Tile

 Ceiling tiles in poor condition, 

stained, broken, dirty

LAR01 1101-013-0100  Dildine ES  Dildine ES Main Building 1101-013-0100 D5010 - Service and Distribution 2

Distribution 

Breaker Panels

All panels are maxed out, many 

extension cords throughout the 

building

1101-013-0100 Total 0

LAR01 1101-014-0100  Fairview ES  Fariview ES Main Building 1101-014-0100 B2020 - Windows 1 Operable  

LAR01 1101-014-0100  Fairview ES  Fariview ES Main Building 1101-014-0100 B3010 - Roof Coverings 2

Built-up Roof 

(BUR)

 50% new-50% #1 gutter and 

downspouts defective, flashings 

poor, excessive leaks, visible 

LAR01 1101-014-0100  Fairview ES  Fariview ES Main Building 1101-014-0100 D2020 - Domestic Water Dist. 2 Copper  Last 1/3 of it's service life
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LAR01 1101-014-0100  Fairview ES  Fariview ES Main Building 1101-014-0100 D3060 - Controls 2 Pneumatic

 Original to building, very poor 

control.

1101-014-0100 Total 0

LAR01 1101-016-0100  Goins ES  Goins ES Main Building 1101-016-0100 B2020 - Windows 1 Operable

 Both operable and inoperable and 

glass block are damaged and in 

poor condition

LAR01 1101-016-0100  Goins ES  Goins ES Main Building 1101-016-0100 A1010 - Standard Foundations 2

Shallow Spread 

Footings

 Should require and engineering 

report

LAR01 1101-016-0100  Goins ES  Goins ES Main Building 1101-016-0100 B1020 - Roof Structural System 2 Wood

 A structural engineering report 

should be completed

LAR01 1101-016-0100  Goins ES  Goins ES Main Building 1101-016-0100 B2010 - Exterior Walls 2 Brick

 Exterior walls in many locations 

in very poor condition

LAR01 1101-016-0100  Goins ES  Goins ES Main Building 1101-016-0100 B3010 - Roof Coverings 2

Built-up Roof 

(BUR)

 Condition of roof is poor, many 

leaks, continuing infiltration into 

structure

LAR01 1101-016-0100  Goins ES  Goins ES Main Building 1101-016-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry  Poor condition - Age

1101-016-0100 Total 0

LAR01 1101-017-0100  Hebard ES  Hebard ES Main Building 1101-017-0100 D2020 - Domestic Water Dist. 2 Galvanized  Age-poor condition

1101-017-0100 Total 0

LAR01 1101-018-0100  Henderson ES  Henderson ES Main Building 1101-018-0100 D2020 - Domestic Water Dist. 2 Galvanized  Very poor condition

LAR01 1101-018-0100  Henderson ES  Henderson ES Main Building 1101-018-0100 D2030 - Sanitary Waste 2 Cast-Iron Piping

 Some galvanized, very poor 

condition

LAR01 1101-018-0100  Henderson ES  Henderson ES Main Building 1101-018-0100 D3020 - Heating 2 Hot Water Boiler  Piping very poor

1101-018-0100 Total 0

LAR01 1101-019-0100  Hobbs ES  Hobbs ES Main Building 1101-019-0100 D3060 - Controls 2 Pneumatic

 Original- Age - very poor 

condition

1101-019-0100 Total 0
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LAR01 1101-020-0100  Clawson ES  Clawson ES Main Building 1101-020-0100 C1030 - Misc. Interior Specialties 2 Toilet Partitions  Original-last 1/3 of service life

LAR01 1101-020-0100  Clawson ES  Clawson ES Main Building 1101-020-0100 D2030 - Sanitary Waste 2 Cast-Iron Piping

 Age-last 1/3 of service life, cess 

pool

LAR01 1101-020-0100  Clawson ES  Clawson ES Main Building 1101-020-0100 D5010 - Service and Distribution 2

Distribution 

Breaker Panels  

1101-020-0100 Total 0

LAR01 1101-021-0100  Jessup ES  Jessup ES Main Building 1101-021-0100 D2020 - Domestic Water Dist. 2 Galvanized

 many leaks and problems, age, 

last 1/3 of service life

1101-021-0100 Total 0

LAR01 1101-022-0100  Lebhart ES  Lebhart ES Main Building 1101-022-0100 C3020 - Floors 2 Carpet

 55%-VAT some replacement 

average condition.

LAR01 1101-022-0100  Lebhart ES  Lebhart ES Main Building 1101-022-0100 D2020 - Domestic Water Dist. 2 Galvanized  Age-original

1101-022-0100 Total 0

LAR01

1101-029-0100  Carey Jr. High School (7-9)  Carey Jr HS Main 

Building 1101-029-0100 D3020 - Heating 2 Hot Water Boiler

 One boiler needs to be replaced 

and major repairs on the other,  

both are original to the building

LAR01

1101-029-0100  Carey Jr. High School (7-9)  Carey Jr HS Main 

Building 1101-029-0100 B2020 - Windows 2 Operable

 Many windows are not operable, 

glazing is stained, cloudy, can not 

see through, glazing broken, seals 

LAR01

1101-029-0100  Carey Jr. High School (7-9)  Carey Jr HS Main 

Building 1101-029-0100 B2030 - Exterior Doors 2 Steel

 Age, Doors original, hardware 

very worn, rusted and deteriorated 

from the weather and use

LAR01

1101-029-0100  Carey Jr. High School (7-9)  Carey Jr HS Main 

Building 1101-029-0100 D1010 - Elevators 2 Hydraulic

 Not ADA and in poor running 

condition.

LAR01

1101-029-0100  Carey Jr. High School (7-9)  Carey Jr HS Main 

Building 1101-029-0100 D3040 - Distribution 2 Hydronic

 Piping is original with the 

building, constant repairs

LAR01

1101-029-0100  Carey Jr. High School (7-9)  Carey Jr HS Main 

Building 1101-029-0100 D3060 - Controls 2 Pneumatic  Original to building 50+ years old

LAR01

1101-029-0100  Carey Jr. High School (7-9)  Carey Jr HS Main 

Building 1101-029-0100 D5010 - Service and Distribution 2

Distribution 

Breaker Panels

 Service in building is maxed out 

and is original to building

LAR01

1101-029-0100  Carey Jr. High School (7-9)  Carey Jr HS Main 

Building 1101-029-0100 D5040 - Emergency Power 2

Emergency 

Generator

 Age, condition of generator is less 

than average
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LAR01

1101-029-0100  Carey Jr. High School (7-9)  Carey Jr HS Main 

Building 1101-029-0100 E2010 - Fixed Furnishings 2 Casework  Age, original to building

1101-029-0100 Total 0

LAR01

1101-031-0100  McCormick Jr High School (7-9)  McCormick Jr 

High School Main Building 1101-031-0100 F1010 - Greenhouses/Aquaculture 2  

 Broken windows, gaskets 

missing,exhaust in poor condition

LAR01

1101-031-0100  McCormick Jr High School (7-9)  McCormick Jr 

High School Main Building 1101-031-0100 B3010 - Roof Coverings 2

Built-up Roof 

(BUR)  Significant problems

LAR01

1101-031-0100  McCormick Jr High School (7-9)  McCormick Jr 

High School Main Building 1101-031-0100 C3030 - Ceilings 2

Acoustical 

Ceiling Tile

 Poor 

condition,stained,damaged,missin

g

LAR01

1101-031-0100  McCormick Jr High School (7-9)  McCormick Jr 

High School Main Building 1101-031-0100 D5020 - Interior Lighting 2 Fluorescent T-12

 Age-defects, parts missing end of 

service life

1101-031-0100 Total 0

LAR02 1102-002-0100  Carpenter ES  Carpenter Elementary School 1102-002-0100 D3040 - Distribution 2   

LAR02 1102-002-0100  Carpenter ES  Carpenter Elementary School 1102-002-0100 D4030 - Alarms 2   

1102-002-0100 Total 0

LAR02 1102-003-0100  Pine Bluffs K-12  Pine Bluffs ES North & South 1102-003-0100 B3010 - Roof Coverings 2

EPDM/Single-Ply 

Rubber  Age

LAR02 1102-003-0100  Pine Bluffs K-12  Pine Bluffs ES North & South 1102-003-0100 B2030 - Exterior Doors 2 Steel  Hardware and doors damaged

LAR02 1102-003-0100  Pine Bluffs K-12  Pine Bluffs ES North & South 1102-003-0100 C3030 - Ceilings 2

Acoustical 

Ceiling Tile  Asbestos tile falling off

LAR02 1102-003-0100  Pine Bluffs K-12  Pine Bluffs ES North & South 1102-003-0100 D3040 - Distribution 2   

LAR02 1102-003-0100  Pine Bluffs K-12  Pine Bluffs ES North & South 1102-003-0100 D5010 - Service and Distribution 2

Distribution 

Breaker Panels

 Original to building and 

exceeding panel capacity

LAR02 1102-003-0100  Pine Bluffs K-12  Pine Bluffs ES North & South 1102-003-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry  Age

1102-003-0100 Total 0
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LAR02 1102-003-0101  Pine Bluffs K-12  Pine Bluffs Gym/Voc Ed 1102-003-0101 D2010 - Plumbing Fixtures 2   Age

LAR02 1102-003-0101  Pine Bluffs K-12  Pine Bluffs Gym/Voc Ed 1102-003-0101 D2020 - Domestic Water Dist. 2 Galvanized  Age

1102-003-0101 Total 0

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 B1020 - Roof Structural System 1 Wood

 Failure, unsafe, engineering 

report required building to be 

abandoned

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 B2020 - Windows 1 Operable  Failed

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 F1010 - Greenhouses/Aquaculture 1   Structural failure

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 B2010 - Exterior Walls 2 Wood Siding  

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 B2030 - Exterior Doors 2 Wood  

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 B3010 - Roof Coverings 2 Asphalt Shingle  

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 C2020 - Stair Finishes 2   Painted wood

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 C3010 - Walls 2   

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 D2010 - Plumbing Fixtures 2   

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 D2020 - Domestic Water Dist. 2 Galvanized  Age

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 D3050 - Self-Contained/Package Units 2

Split-System DX 

Units  Unit heaters, 1987

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 D3060 - Controls 2   Manual with heater

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 D5020 - Interior Lighting 2 Fluorescent T-12  

LAR02 1102-003-0102  Pine Bluffs K-12  Greenhouse 1102-003-0102 E2010 - Fixed Furnishings 2 Built-In Cabinetry  Very poor
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1102-003-0102 Total 0

LAR02 1102-004-0101  West ES  West ES North 1102-004-0101 B2020 - Windows 2 Operable  

LAR02 1102-004-0101  West ES  West ES North 1102-004-0101 D2020 - Domestic Water Dist. 2 Galvanized  Water heater 10 years old

LAR02 1102-004-0101  West ES  West ES North 1102-004-0101 E2010 - Fixed Furnishings 2 Casework  Age

1102-004-0101 Total 0

LAR02 1102-005-0105  Albin K-12  Albin 60's Addition 1102-005-0105 F1023 - Multi-purpose Rooms 2   Locker rooms - 1

LAR02 1102-005-0105  Albin K-12  Albin 60's Addition 1102-005-0105 D2020 - Domestic Water Dist. 2 Galvanized  Age

LAR02 1102-005-0105  Albin K-12  Albin 60's Addition 1102-005-0105 D2040 - Stormwater Drainage 2 Cast-Iron Piping  Last third of it's life

LAR02 1102-005-0105  Albin K-12  Albin 60's Addition 1102-005-0105 D3050 - Self-Contained/Package Units 2

Split-System DX 

Units  Propane

LAR02 1102-005-0105  Albin K-12  Albin 60's Addition 1102-005-0105 E2010 - Fixed Furnishings 2 Casework  Age, in poor condition

1102-005-0105 Total 0

LIN01 1201-006-0100  Kemmerer HS (9-12)  Kemmerer HS 1201-006-0100 D1013 - Lifts 1

LIN01 1201-006-0100  Kemmerer HS (9-12)  Kemmerer HS 1201-006-0100 C3030 - Ceilings 1  

 over 50% deficiencies, water 

damage, physical damage, 

staining

LIN01 1201-006-0100  Kemmerer HS (9-12)  Kemmerer HS 1201-006-0100 D1010 - Elevators 1   cab size does not meet ADA

LIN01 1201-006-0100  Kemmerer HS (9-12)  Kemmerer HS 1201-006-0100 A1010 - Standard Foundations 2  

 structural assessment performed-

reinforcement needed in several 

locations

LIN01 1201-006-0100  Kemmerer HS (9-12)  Kemmerer HS 1201-006-0100 B3010 - Roof Coverings 2   leaking is significant

LIN01 1201-006-0100  Kemmerer HS (9-12)  Kemmerer HS 1201-006-0100 B2020 - Windows 2   age, single pane, seals
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LIN01 1201-006-0100  Kemmerer HS (9-12)  Kemmerer HS 1201-006-0100 B2030 - Exterior Doors 2  

 function, discoloration, rusting, 

age

LIN01 1201-006-0100  Kemmerer HS (9-12)  Kemmerer HS 1201-006-0100 C1020 - Interior Doors 2  

 hardware in poor condition and 

age

LIN01 1201-006-0100  Kemmerer HS (9-12)  Kemmerer HS 1201-006-0100 C1030 - Misc. Interior Specialties 2  

 lockers and partitions age and 

condition need repair/replacement

LIN01 1201-006-0100  Kemmerer HS (9-12)  Kemmerer HS 1201-006-0100 C3020 - Floors 2  

 original asbestos floor, carpet in 

poor condition

LIN01 1201-006-0100  Kemmerer HS (9-12)  Kemmerer HS 1201-006-0100 E2010 - Fixed Furnishings 2   age, repair/replacement needed

1201-006-0100 Total 0

LIN02

1202-001-0100  Lincoln #2 District Office/Swift Creek  

Administration Building 1202-001-0100 B3010 - Roof Coverings 1  

 roofing system has failed, 

constant leaks, shingles are falling 

off

LIN02

1202-001-0100  Lincoln #2 District Office/Swift Creek  

Administration Building 1202-001-0100 F1021 - Gymnasiums w/Locker Rooms 2  

 age, walls cracked, floor needs 

repairs, locker room tile falling off 

walls, plumbing fixtures don’t 

LIN02

1202-001-0100  Lincoln #2 District Office/Swift Creek  

Administration Building 1202-001-0100 C1020 - Interior Doors 2  

 moveable partition doesn’t 

function

LIN02

1202-001-0100  Lincoln #2 District Office/Swift Creek  

Administration Building 1202-001-0100 C1030 - Misc. Interior Specialties 2  

 all original, replacement 

necessary

LIN02

1202-001-0100  Lincoln #2 District Office/Swift Creek  

Administration Building 1202-001-0100 C3010 - Walls 2  

 tile falling off in bathrooms, 

cracks and discoloration

LIN02

1202-001-0100  Lincoln #2 District Office/Swift Creek  

Administration Building 1202-001-0100 D2010 - Plumbing Fixtures 2  

 original-leaks, corrosion, defects, 

some not functioning

LIN02

1202-001-0100  Lincoln #2 District Office/Swift Creek  

Administration Building 1202-001-0100 D2020 - Domestic Water Dist. 2   corrosion defects, original

LIN02

1202-001-0100  Lincoln #2 District Office/Swift Creek  

Administration Building 1202-001-0100 D3050 - Self-Contained/Package Units 2   vibration and age

LIN02

1202-001-0100  Lincoln #2 District Office/Swift Creek  

Administration Building 1202-001-0100 D3060 - Controls 2   age and significant problems

1202-001-0100 Total 0

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 D3060 - Controls 1 Pneumatic

 system is failing and has been 

bypassed
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LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 F1023 - Multi-purpose Rooms 2  

 50% of systems are failing-lights, 

tables, floors need to be refinished

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 B3010 - Roof Coverings 2

EPDM/Single-Ply 

Rubber and PVC  age and leaking

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 B2020 - Windows 2  

 age and wear of glazing, window 

seal in

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 B2030 - Exterior Doors 2 Steel  hardware rusting and age

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 C1020 - Interior Doors 2 Wood

function, hardware and doors in 

general are old and need 

repair/replacement

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 C1030 - Misc. Interior Specialties 2 Toilet Partitions  age

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 C3020 - Floors 2 Carpet/VCT  age and condition

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 C3030 - Ceilings 2  

 repairs needed-soot, age and 

water damage

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 D2010 - Plumbing Fixtures 2   

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 D3010 - Energy Supply 2

Natural Gas 

Supply  

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 D3040 - Distribution 2  fan in air plenum  the fan is failing

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 D4030 - Alarms 2   

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 D5010 - Service and Distribution 2   

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 E1090 - Kitchen Equipment 2

 50% of equipment doesn't work 

and the other pieces are at the end 

of their life

LIN02 1202-003-0100  Afton ES  Afton ES 1202-003-0100 E2010 - Fixed Furnishings 2

Casework/cabinet

ry  age and overall condition

1202-003-0100 Total 0

LIN02 1202-004-0100  Cokeville ES  Cokeville ES 1202-004-0100 B3010 - Roof Coverings 2  

 Did not climb on roof to inspect, 

chronic leaking, metal lifting, 

valleys need repair
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LIN02 1202-004-0100  Cokeville ES  Cokeville ES 1202-004-0100 C1030 - Misc. Interior Specialties 2  

 age, repair or replacement needed 

on over 50%

LIN02 1202-004-0100  Cokeville ES  Cokeville ES 1202-004-0100 D2040 - Stormwater Drainage 2  

 metal gutters and overflow drains 

do not function

1202-004-0100 Total 0

LIN02 1202-007-0100  Osmond ES (4-6)  Osmond ES 1202-007-0100 B3010 - Roof Coverings 2  

 25-50% of roof needs to be 

replaced

1202-007-0100 Total 0

LIN02 1202-008-0100  Star Valley Jr. HS (7-8)  Star Valley MS 1202-008-0100 B3010 - Roof Coverings 2  

 roof leaks, ice and snow build up 

and it causes metal and fasteners 

to break

LIN02 1202-008-0100  Star Valley Jr. HS (7-8)  Star Valley MS 1202-008-0100 B2030 - Exterior Doors 2  

 age, rusting, some hardware 

doesn’t function and some doors 

don't shut tight

LIN02 1202-008-0100  Star Valley Jr. HS (7-8)  Star Valley MS 1202-008-0100 C1020 - Interior Doors 2  

wood doors, age, interior metal 

doors in poor shape

1202-008-0100 Total 0

LIN02 1202-009-0100  Star Valley HS (9-12)  Star Valley High School 1202-009-0100 B3010 - Roof Coverings 2 Metal

 many chronic leaks, metal 

fasteners popping off, safety 

issues with snow and ice falling 

LIN02 1202-009-0100  Star Valley HS (9-12)  Star Valley High School 1202-009-0100 D4030 - Alarms 2  

 outdated, manufacturer out of 

business

1202-009-0100 Total 0

NAT01 1301-002-0100  Alcova ES  Alcova ES Main Bldg 1301-002-0100 D4030 - Alarms 1  

 Did not meet minimum 

requirements nor ADA.  Missing 

pull stations at exterior doors/no 

NAT01 1301-002-0100  Alcova ES  Alcova ES Main Bldg 1301-002-0100 B2020 - Windows 2 Fixed

 Most of exterior putty/gaskets 

gone, sealants missing, translucent 

panels opaque (more than 25%)

NAT01 1301-002-0100  Alcova ES  Alcova ES Main Bldg 1301-002-0100 C2020 - Stair Finishes 2  

 Exterior steel frame needs 

painting with some concrete pad 

damage; interior treads damaged 

1301-002-0100 Total 0

NAT01 1301-003-0100  Crest Hill ES  Crest Hill ES Main Bldg 1301-003-0100 D4030 - Alarms 1  

 does not meet min. req.> no heat 

detectors in boiler rooms.
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NAT01 1301-003-0100  Crest Hill ES  Crest Hill ES Main Bldg 1301-003-0100 D3053 - Swamp Coolers/Window Units 2

three roof-mounted, reported 

leaks.

NAT01 1301-003-0100  Crest Hill ES  Crest Hill ES Main Bldg 1301-003-0100 D3020 - Heating 2 Hot Water Boiler

4 boilers at  two separate 

locations, reported to be scheduled 

for replacement and combined to 

NAT01 1301-003-0100  Crest Hill ES  Crest Hill ES Main Bldg 1301-003-0100 B3010 - Roof Coverings 2  

 BUR over older construction, 

gym 2003 single-ply, 1995 

construction original single-ply.  

NAT01 1301-003-0100  Crest Hill ES  Crest Hill ES Main Bldg 1301-003-0100 D3040 - Distribution 2  

 Boiler hot water to AHUs, unit 

ventilators, radiant heaters.

1301-003-0100 Total 0

NAT01 1301-004-0100  Evansville ES  Evansville ES 1301-004-0100 D4030 - Alarms 1  

 Does not meet minimum 

requirements. Infrequent false 

alarms

NAT01 1301-004-0100  Evansville ES  Evansville ES 1301-004-0100 D3053 - Swamp Coolers/Window Units 2

Two rooftop units, two window 

units

NAT01 1301-004-0100  Evansville ES  Evansville ES 1301-004-0100 B2020 - Windows 2  

 Bids recently received to replace 

all windows.

NAT01 1301-004-0100  Evansville ES  Evansville ES 1301-004-0100 C1030 - Misc. Interior Specialties 2 Toilet Partitions  

NAT01 1301-004-0100  Evansville ES  Evansville ES 1301-004-0100 C3020 - Floors 2  

 Carpet, VCT, terrazzo, gypsum 

board

1301-004-0100 Total 0

NAT01 1301-008-0100  Grant ES  Grant ES Main Bldg 1301-008-0100 D4030 - Alarms 1  

 Does not meet minimum 

requirements.

NAT01 1301-008-0100  Grant ES  Grant ES Main Bldg 1301-008-0100 D5010 - Service and Distribution 2

Distribution 

Breaker Panels  Overloading/tripping breakers

1301-008-0100 Total 0

NAT01 1301-009-0100  Sagewood ES  Sagewood ES 1301-009-0100 D4030 - Alarms 1   does not meet min requirements

1301-009-0100 Total 0

NAT01 1301-011-0100  Manor Heights ES  Manor Heights ES 1301-011-0100 D4030 - Alarms 1   Does not meet min. req.
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NAT01 1301-011-0100  Manor Heights ES  Manor Heights ES 1301-011-0100 A1010 - Standard Foundations 2 Shallow Piers  per Keith Brown review of plans

NAT01 1301-011-0100  Manor Heights ES  Manor Heights ES 1301-011-0100 A1020 - Special Foundations 2   per Keith Brown review of plans

NAT01 1301-011-0100  Manor Heights ES  Manor Heights ES 1301-011-0100 A1030 - Slab-on-Grade 2  

 Significant floor slab settlement 

(several inches in some areas) and 

masonry wall distress.  

1301-011-0100 Total 0

NAT01 1301-013-0100  Mills ES  Mills ES Main Bldg 1301-013-0100 D4030 - Alarms 1  

 Does not meet minimum 

requirements.

NAT01 1301-013-0100  Mills ES  Mills ES Main Bldg 1301-013-0100 D3053 - Swamp Coolers/Window Units 2 Reported not reliable, leaks.

NAT01 1301-013-0100  Mills ES  Mills ES Main Bldg 1301-013-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry  

1301-013-0100 Total 0

NAT01 1301-014-0100  Mountain View ES  Mountain View ES 1301-014-0100 D4030 - Alarms 1  

 Does not meet minimum 

requirements.

1301-014-0100 Total 0

NAT01 1301-015-0100  North Casper ES  North Casper ES Main Bldg 1301-015-0100 D3053 - Swamp Coolers/Window Units 2 Past useful life

NAT01 1301-015-0100  North Casper ES  North Casper ES Main Bldg 1301-015-0100 F1023 - Multi-purpose Rooms 2   mostly original to 1956

NAT01 1301-015-0100  North Casper ES  North Casper ES Main Bldg 1301-015-0100 B2020 - Windows 2 Fixed  lexan present

NAT01 1301-015-0100  North Casper ES  North Casper ES Main Bldg 1301-015-0100 C1010 - Partitions 2

Accordion/Acoust

ical Movable  Past useful life

NAT01 1301-015-0100  North Casper ES  North Casper ES Main Bldg 1301-015-0100 C1030 - Misc. Interior Specialties 2 Toilet Partitions  Past useful life

NAT01 1301-015-0100  North Casper ES  North Casper ES Main Bldg 1301-015-0100 C2020 - Stair Finishes 2 Vinyl Sheet/Tile  Rubber treads past useful life

NAT01 1301-015-0100  North Casper ES  North Casper ES Main Bldg 1301-015-0100 C3030 - Ceilings 2

Acoustical 

Ceiling Tile  sagging ceiling tiles
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NAT01 1301-015-0100  North Casper ES  North Casper ES Main Bldg 1301-015-0100 D1010 - Elevators 2 Hydraulic

 Partially meets minimum 

requirements

NAT01 1301-015-0100  North Casper ES  North Casper ES Main Bldg 1301-015-0100 D2010 - Plumbing Fixtures 2   Past useful life

NAT01 1301-015-0100  North Casper ES  North Casper ES Main Bldg 1301-015-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry past useful life

1301-015-0100 Total 0

NAT01 1301-016-0100  Paradise Valley ES  Paradise Valley ES 1301-016-0100 C3030 - Ceilings 2  

 Stained ceiling tiles most areas 

reported from leaks prior to last 

roof installation.

1301-016-0100 Total 0

NAT01 1301-017-0100  Park ES  Park ES Main Bldg 1301-017-0100 D4030 - Alarms 1 Central Station  Does not meet minimum

NAT01 1301-017-0100  Park ES  Park ES Main Bldg 1301-017-0100 B2020 - Windows 2 Operable  Lexan, original single pane

NAT01 1301-017-0100  Park ES  Park ES Main Bldg 1301-017-0100 B2030 - Exterior Doors 2 Steel  Original

NAT01 1301-017-0100  Park ES  Park ES Main Bldg 1301-017-0100 C3030 - Ceilings 2

Acoustical 

Ceiling Tile  broken and sagging tiles

NAT01 1301-017-0100  Park ES  Park ES Main Bldg 1301-017-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry Worn cabinets

1301-017-0100 Total 0

NAT01 1301-018-0100  Pineview ES  Pineview ES 1301-018-0100 D4030 - Alarms 1  

 Does not meet min. req. Strobes 

and horns in corridor.

NAT01 1301-018-0100  Pineview ES  Pineview ES 1301-018-0100 D3053 - Swamp Coolers/Window Units 2

Roof mounted serving the 

corridors.

NAT01 1301-018-0100  Pineview ES  Pineview ES 1301-018-0100 B2020 - Windows 2   

NAT01 1301-018-0100  Pineview ES  Pineview ES 1301-018-0100 C1030 - Misc. Interior Specialties 2 Toilet Partitions  

NAT01 1301-018-0100  Pineview ES  Pineview ES 1301-018-0100 C3020 - Floors 2   carpet, VCT, terrazzo, wood
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NAT01 1301-018-0100  Pineview ES  Pineview ES 1301-018-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry  

1301-018-0100 Total 0

NAT01 1301-022-0100  Southridge ES  Southridge ES Main Bldg 1301-022-0100 D3053 - Swamp Coolers/Window Units 1 roof units

NAT01 1301-022-0100  Southridge ES  Southridge ES Main Bldg 1301-022-0100 B3010 - Roof Coverings 1  

 multiple cornic leaks, repeated 

repairs.

NAT01 1301-022-0100  Southridge ES  Southridge ES Main Bldg 1301-022-0100 D2040 - Stormwater Drainage 1   area drain non-functional

NAT01 1301-022-0100  Southridge ES  Southridge ES Main Bldg 1301-022-0100 D4030 - Alarms 1   does not meet min. req.

NAT01 1301-022-0100  Southridge ES  Southridge ES Main Bldg 1301-022-0100 D5010 - Service and Distribution 1

Distribution 

Breaker Panels

 many extension cords in 

classrooms, safety concerns.

NAT01 1301-022-0100  Southridge ES  Southridge ES Main Bldg 1301-022-0100 A1030 - Slab-on-Grade 2  

 floors slope to exterior walls in 

1959 construction.

NAT01 1301-022-0100  Southridge ES  Southridge ES Main Bldg 1301-022-0100 B2020 - Windows 2 Operable  

NAT01 1301-022-0100  Southridge ES  Southridge ES Main Bldg 1301-022-0100 B2030 - Exterior Doors 2 Steel  

NAT01 1301-022-0100  Southridge ES  Southridge ES Main Bldg 1301-022-0100 C3030 - Ceilings 2   

NAT01 1301-022-0100  Southridge ES  Southridge ES Main Bldg 1301-022-0100 D2010 - Plumbing Fixtures 2   

NAT01 1301-022-0100  Southridge ES  Southridge ES Main Bldg 1301-022-0100 D3040 - Distribution 2  

 original piping with univents at 

windows, no water treatment.

1301-022-0100 Total 0

NAT01 1301-023-0100  University Park ES  University Park ES 1301-023-0100 D4030 - Alarms 1   

1301-023-0100 Total 0

NAT01 1301-024-0100  Verda James ES  Verde James ES 1301-024-0100 D3060 - Controls 2 Pneumatic  Compressor running excessively
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1301-024-0100 Total 0

NAT01 1301-025-0100  Westwood ES  Westwood ES 1301-025-0100 D4030 - Alarms 1   Pull stations too high, horns.

NAT01 1301-025-0100  Westwood ES  Westwood ES 1301-025-0100 D3053 - Swamp Coolers/Window Units 2 two roof mounted over corridors

NAT01 1301-025-0100  Westwood ES  Westwood ES 1301-025-0100 A1030 - Slab-on-Grade 2  

 Significant slab settlement along 

exterior wall in 1956 construction.

NAT01 1301-025-0100  Westwood ES  Westwood ES 1301-025-0100 A1020 - Special Foundations 2  

 Significant movements causing 

interior wall distress and 

movements in several different 

NAT01 1301-025-0100  Westwood ES  Westwood ES 1301-025-0100 B2020 - Windows 2 Operable

 Aluminum frame, poor glazing 

compound.

NAT01 1301-025-0100  Westwood ES  Westwood ES 1301-025-0100 B3010 - Roof Coverings 2  

 Beyond effective service life, 

stained ceiling tiles, generally 

sheds water.

NAT01 1301-025-0100  Westwood ES  Westwood ES 1301-025-0100 C1030 - Misc. Interior Specialties 2 Toilet Partitions  

NAT01 1301-025-0100  Westwood ES  Westwood ES 1301-025-0100 C3020 - Floors 2   carpet, VCT, terrazzo

NAT01 1301-025-0100  Westwood ES  Westwood ES 1301-025-0100 C3030 - Ceilings 2   2' by 2' stapled ceiling tiles.

NAT01 1301-025-0100  Westwood ES  Westwood ES 1301-025-0100 D2010 - Plumbing Fixtures 2   

NAT01 1301-025-0100  Westwood ES  Westwood ES 1301-025-0100 D2030 - Sanitary Waste 2 Cast-Iron Piping

 Frequent cleaning in 1956 

construction.

NAT01 1301-025-0100  Westwood ES  Westwood ES 1301-025-0100 D5030 - Communication/Security 2  

 PA replaced 2 years ago.  Phone 

system replaced 2008.  Handsets 

removed from building.

1301-025-0100 Total 0

NAT01 1301-026-0100  Willard ES  Willard ES Main Bldg 1301-026-0100 D4030 - Alarms 1   Does not meet minimum.

NAT01 1301-026-0100  Willard ES  Willard ES Main Bldg 1301-026-0100 B2020 - Windows 2   

NAT01 1301-026-0100  Willard ES  Willard ES Main Bldg 1301-026-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry  



SCHOOL FACILITIES COMMISSION 6-Jul-09

CONDITION SCORES 1, 2 BY BUILDING

District Building/Description Building# Work Code / Description Condition Type Notes

1301-026-0100 Total 0

NAT01

1301-028-0100  Woods Learning Center  Woods ES/MS Main 

Bldg 1301-028-0100 D4030 - Alarms 1 Central Station

 Does not meet minimum 

requirements

NAT01

1301-028-0100  Woods Learning Center  Woods ES/MS Main 

Bldg 1301-028-0100 C1020 - Interior Doors 2 Wood  

NAT01

1301-028-0100  Woods Learning Center  Woods ES/MS Main 

Bldg 1301-028-0100 D3020 - Heating 2 Hot Water Boiler  Scheduled to be replaced

NAT01

1301-028-0100  Woods Learning Center  Woods ES/MS Main 

Bldg 1301-028-0100 D3060 - Controls 2 Pneumatic  Pneumatics leak

NAT01

1301-028-0100  Woods Learning Center  Woods ES/MS Main 

Bldg 1301-028-0100 D5030 - Communication/Security 2 Telephone/PA  Reported PA problems

NAT01

1301-028-0100  Woods Learning Center  Woods ES/MS Main 

Bldg 1301-028-0100 E1090 - Kitchen Equipment 2 Warming Only  Steamer not working

NAT01

1301-028-0100  Woods Learning Center  Woods ES/MS Main 

Bldg 1301-028-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry  Original

1301-028-0100 Total 0

NAT01 1301-029-0100  Oregon Trail ES  Oregon Trail ES 1301-029-0100 B2020 - Windows 1   Dust and air leaks, lexan.

NAT01 1301-029-0100  Oregon Trail ES  Oregon Trail ES 1301-029-0100 B3010 - Roof Coverings 1  

 1995 construction original, 

remainder replaced 2006

NAT01 1301-029-0100  Oregon Trail ES  Oregon Trail ES 1301-029-0100 D4030 - Alarms 1   Does not meet min.

1301-029-0100 Total 0

NAT01 1301-030-0100  Bar Nunn ES  Bar Nunn ES 1301-030-0100 D4030 - Alarms 1  

 Smoke detectors at AHUs and 

pull stations, horns.

1301-030-0100 Total 0

NAT01

1301-033-0100  Dean Morgan Jr. High  Dean Morgan Jr. High 

Main Bldg 1301-033-0100 D4030 - Alarms 1  

no smokes in boiler room; missing 

pull stations/strobes in common 

areas

NAT01

1301-033-0100  Dean Morgan Jr. High  Dean Morgan Jr. High 

Main Bldg 1301-033-0100 B3010 - Roof Coverings 2  

All recover roofs, most past 

expected service life and in poor 

condition
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NAT01

1301-033-0100  Dean Morgan Jr. High  Dean Morgan Jr. High 

Main Bldg 1301-033-0100 D1010 - Elevators 2  

 Elevator extremely old with old 

controls

NAT01

1301-033-0100  Dean Morgan Jr. High  Dean Morgan Jr. High 

Main Bldg 1301-033-0100 D2030 - Sanitary Waste 2  

 main locations of leaks at fixtures 

- age

NAT01

1301-033-0100  Dean Morgan Jr. High  Dean Morgan Jr. High 

Main Bldg 1301-033-0100 E1020 - Institutional Equipment 2  

 Percentage should be 100%

Laboratory stations in extremely 

poor conditions.  Hoods & dust 

NAT01

1301-033-0100  Dean Morgan Jr. High  Dean Morgan Jr. High 

Main Bldg 1301-033-0100 E2010 - Fixed Furnishings 2  

 Office and room 102 newer but 

all else original and in poor 

condition

1301-033-0100 Total 0

NAT01 1301-035-0100  Centennial Jr. High  Centennial Jr. High 1301-035-0100 D4030 - Alarms 1 Central Station  Does not meet minimum

NAT01 1301-035-0100  Centennial Jr. High  Centennial Jr. High 1301-035-0100 C3010 - Walls 2

Painted 

CMU/Gypsum/W

all Covering

Wall Covering is past end of 

useful life

NAT01 1301-035-0100  Centennial Jr. High  Centennial Jr. High 1301-035-0100 D1010 - Elevators 2 Hydraulic  

NAT01 1301-035-0100  Centennial Jr. High  Centennial Jr. High 1301-035-0100 D2040 - Stormwater Drainage 2 CPVC  

NAT01 1301-035-0100  Centennial Jr. High  Centennial Jr. High 1301-035-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry  Countertops past useful life

1301-035-0100 Total 0

NAT01 1301-036-0100  Kelly Walsh HS  Kelly Walsh HS Main Bldg 1301-036-0100 D4030 - Alarms 1  

 missing smoke/heat in upper 

boiler room and pull stations at 

exterior classroom doors at inner 

NAT01 1301-036-0100  Kelly Walsh HS  Kelly Walsh HS Main Bldg 1301-036-0100 D1013 - Lifts 2

One operable, one stair climber 

inoperable and hard to find parts 

for.

NAT01 1301-036-0100  Kelly Walsh HS  Kelly Walsh HS Main Bldg 1301-036-0100 D3053 - Swamp Coolers/Window Units 2

Swamps at kitchen, room 113 and 

guidance office - all poor 

condition

NAT01 1301-036-0100  Kelly Walsh HS  Kelly Walsh HS Main Bldg 1301-036-0100 B3010 - Roof Coverings 2  

 BUR over library and Voag shop 

considered a 1 and should be 

replaced quickly.  Hypalon (1999) 

NAT01 1301-036-0100  Kelly Walsh HS  Kelly Walsh HS Main Bldg 1301-036-0100 B2020 - Windows 2  

 single pane - mostly original, 

significant corrosion and failure of 

individual components.  

NAT01 1301-036-0100  Kelly Walsh HS  Kelly Walsh HS Main Bldg 1301-036-0100 C1030 - Misc. Interior Specialties 2  

 Lockers need lots of work and 

toilet partitions in poor condition
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NAT01 1301-036-0100  Kelly Walsh HS  Kelly Walsh HS Main Bldg 1301-036-0100 C3020 - Floors 2  

 Most original 9x9 tile starting to 

crumble - majority of floor 

coverings

NAT01 1301-036-0100  Kelly Walsh HS  Kelly Walsh HS Main Bldg 1301-036-0100 C3030 - Ceilings 2  

 plaster, textured, and CT - all in 

poor condition

NAT01 1301-036-0100  Kelly Walsh HS  Kelly Walsh HS Main Bldg 1301-036-0100 D1010 - Elevators 2  

 One public operable, one freight 

inoperable and hard to find parts 

for.

NAT01 1301-036-0100  Kelly Walsh HS  Kelly Walsh HS Main Bldg 1301-036-0100 D2030 - Sanitary Waste 2  

 age and increased on-going 

replacement needed due to bad 

fittings

NAT01 1301-036-0100  Kelly Walsh HS  Kelly Walsh HS Main Bldg 1301-036-0100 D3040 - Distribution 2  

 Piping in last third of life, 

complaints in every classroom due 

to noise of operation of unit 

NAT01 1301-036-0100  Kelly Walsh HS  Kelly Walsh HS Main Bldg 1301-036-0100 E1020 - Institutional Equipment 2  

 Voag hoods fair; lab stations in 

classrooms almost non-functional 

and in poor condition.

1301-036-0100 Total 0

NAT01 1301-037-0100  Midwest ES/MS/HS  Midwest ES/MS/HS 1301-037-0100 F1040 - Aquatic Facilities 2  

 Aluminum bottom on pool 

reported to be deteriorating due to 

exposure to corrosive soils.

NAT01 1301-037-0100  Midwest ES/MS/HS  Midwest ES/MS/HS 1301-037-0100 C1020 - Interior Doors 2   

NAT01 1301-037-0100  Midwest ES/MS/HS  Midwest ES/MS/HS 1301-037-0100 C1030 - Misc. Interior Specialties 2   toilet partitions and hall lockers

NAT01 1301-037-0100  Midwest ES/MS/HS  Midwest ES/MS/HS 1301-037-0100 D2010 - Plumbing Fixtures 2   

NAT01 1301-037-0100  Midwest ES/MS/HS  Midwest ES/MS/HS 1301-037-0100 E1020 - Institutional Equipment 2   lab tables

NAT01 1301-037-0100  Midwest ES/MS/HS  Midwest ES/MS/HS 1301-037-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry

 metal and wood casework in 

classrooms

1301-037-0100 Total 0

NAT01

1301-038-0100  Natrona County HS  Natrona County HS Main 

Bldg 1301-038-0100 D1010 - Elevators 1   Does not meet minimum cab size

NAT01

1301-038-0100  Natrona County HS  Natrona County HS Main 

Bldg 1301-038-0100 D4030 - Alarms 1  

 Does not meet min. requirements.  

Missing strobes, smoke detectors, 

etc.

NAT01

1301-038-0100  Natrona County HS  Natrona County HS Main 

Bldg 1301-038-0100 F1040 - Aquatic Facilities 2  

 Structural problems with pool 

shell - repairs needed in next 2 to 

3 years or localized failure of the 
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NAT01

1301-038-0100  Natrona County HS  Natrona County HS Main 

Bldg 1301-038-0100 F1022 - Auditorium 2  

 Significant wall and ceiling 

damage due to water leaks, stage 

grid appears to have structural 

NAT01

1301-038-0100  Natrona County HS  Natrona County HS Main 

Bldg 1301-038-0100 B3010 - Roof Coverings 2  

 Youngest roof was installed in 

1998 and all need work.  May be 

able to recoat some of the roofs to 

NAT01

1301-038-0100  Natrona County HS  Natrona County HS Main 

Bldg 1301-038-0100 C3030 - Ceilings 2  

 Old with lots of damage 

everywhere observed

NAT01

1301-038-0100  Natrona County HS  Natrona County HS Main 

Bldg 1301-038-0100 D2030 - Sanitary Waste 2  

 Chronic source of leaks, never 

know where to expect the next 

leak- leaks typically at fittings 

NAT01

1301-038-0100  Natrona County HS  Natrona County HS Main 

Bldg 1301-038-0100 D2040 - Stormwater Drainage 2  

 Chronic source of roof leaks and 

frequently plugging

NAT01

1301-038-0100  Natrona County HS  Natrona County HS Main 

Bldg 1301-038-0100 D3040 - Distribution 2  

 Chronic source of leaks, 

especially at the valves controlling 

the units; piping original

NAT01

1301-038-0100  Natrona County HS  Natrona County HS Main 

Bldg 1301-038-0100 E1020 - Institutional Equipment 2  

 Laboratory Stations original and 

in poor condition.  Book stacks in 

media center newer and good 

1301-038-0100 Total 0

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 D3053 - Swamp Coolers/Window Units 1

Swamp cooler feeds upper 

classroom hallway - significantly 

rusted

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 D1010 - Elevators 1  

 Does not meet minimum size and 

the cab finishes are in extremely 

poor condition

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 D4030 - Alarms 1  

 No strobes, no smoke detectors, 

only isolated pull stations at 

exterior exits

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 B3010 - Roof Coverings 2  

 1988 recover roof - holds lots of 

water and evidence of water leaks 

observed on 2nd floor

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 B2020 - Windows 2  

 Lots of abuse, combination of 

metal clad wood (1974 - 40%) and 

metal (original- 60%).

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 C1020 - Interior Doors 2   lots of abuse

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 C3010 - Walls 2  

 Lots of mars and damage to wall 

finishes - it is a shop building

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 C3020 - Floors 2  

 Older, original tile and the wood 

floors were in poor condition

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 C3030 - Ceilings 2  

 Not a ceiling in the building that 

does not have significant damage 

to ceiling tiles
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NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 D2010 - Plumbing Fixtures 2  

 Fixtures are typically originally 

and heavily stained/damaged

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 D2030 - Sanitary Waste 2  

 Age and reported concerns with 

integrity

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 D5020 - Interior Lighting 2  

 single pin tube light fixtures that 

are original.  Fixtures heavily 

stained and missing majority of 

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 E1020 - Institutional Equipment 2  

 Lots of hard wired shop 

equipment is original vintage.  

Laboratory stations on 2nd floor 

NAT01

1301-038-0101  Natrona County HS  Natrona County HS 

Vocational 1301-038-0101 E2010 - Fixed Furnishings 2   Cabinetry in poor condition

1301-038-0101 Total 0

NAT01 1301-039-0100  Roosevelt HS  Roosevelt HS Main Bldg 1301-039-0100 D4030 - Alarms 1  

 Min. req. met except exterior 

horn.

NAT01 1301-039-0100  Roosevelt HS  Roosevelt HS Main Bldg 1301-039-0100 D3053 - Swamp Coolers/Window Units 2

Roof top, serving corridor and 

computer lab.

NAT01 1301-039-0100  Roosevelt HS  Roosevelt HS Main Bldg 1301-039-0100 C3020 - Floors 2   Carpet, wood, terrazzo, VCT

NAT01 1301-039-0100  Roosevelt HS  Roosevelt HS Main Bldg 1301-039-0100 E1020 - Institutional Equipment 2

Laboratory 

Equipment

 Wood cabinet laboratory tables 

salvaged from another faculty are 

very old.

NAT01 1301-039-0100  Roosevelt HS  Roosevelt HS Main Bldg 1301-039-0100 E2010 - Fixed Furnishings 2 Built-In Cabinetry

 Very old painted with vinyl 

covered counters.

1301-039-0100 Total 0

NAT01 1301-041-0100  Planetarium  1301-041-0100 D4030 - Alarms 1  

 Pull stations, horns and strobes.  

Does not meet minimum 

requirements.

1301-041-0100 Total 0

NIO01 1401-003-0100  Lusk ES/MS (K-8)  Lusk ES/MS 1401-003-0100 D3010 - Energy Supply 2   

1401-003-0100 Total 0

NIO01 1401-004-0100  Niobrara County HS (9-12)  Niobrara County HS 1401-004-0100 C1020 - Interior Doors 2   
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1401-004-0100 Total 0

NIO01

1401-004-0101  Niobrara County HS (9-12)  Vo Ag Shop & Bus 

Maintenance 1401-004-0101 D3050 - Self-Contained/Package Units 2

1401-004-0101 Total 0

NIO01 1401-004-0102  Niobrara County HS (9-12)  Industrial Arts 1401-004-0102 F1010 - Greenhouses/Aquaculture 2

1401-004-0102 Total 0

PAR01 1501-002-0100  Clark ES  Clark ES 1501-002-0100 C3030 - Ceilings 2   Glue-on ceilings in corridors

1501-002-0100 Total 0

PAR01 1501-005-0100  Westside ES  Westside ES 1501-005-0100 D3040 - Distribution 1  

 Dampers failed - Insul-board 

ductwork disintegrating - AHU for 

south classrooms failing, noisy, 

PAR01 1501-005-0100  Westside ES  Westside ES 1501-005-0100 F1023 - Multi-purpose Rooms 2  

 All vinyl wall coverings need 

replacing, needs paint, bathrooms 

need paint, fixtures, partitions

PAR01 1501-005-0100  Westside ES  Westside ES 1501-005-0100 D3050 - Self-Contained/Package Units 2  

 Original - seals failing and losing 

function

PAR01 1501-005-0100  Westside ES  Westside ES 1501-005-0100 B3010 - Roof Coverings 2  

 Past Life - Frequent and chronic 

leaks

PAR01 1501-005-0100  Westside ES  Westside ES 1501-005-0100 C3010 - Walls 2  

 Vinyl wall finishes need replacing 

through school

PAR01 1501-005-0100  Westside ES  Westside ES 1501-005-0100 D2030 - Sanitary Waste 2   Systemic leaks and trap problems

PAR01 1501-005-0100  Westside ES  Westside ES 1501-005-0100 D3020 - Heating 2   Frequent breakdowns - past life

PAR01 1501-005-0100  Westside ES  Westside ES 1501-005-0100 D3060 - Controls 2   Past life - ineffective

1501-005-0100 Total 0

PAR01 1501-006-0100  Powell MS  Powell MS Main Building 1501-006-0100 B1020 - Roof Structural System 2  

 Seismic shear and lateral loads - 

Structural assessment completed
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PAR01 1501-006-0100  Powell MS  Powell MS Main Building 1501-006-0100 B2010 - Exterior Walls 2   Seismic shear and lateral loads

1501-006-0100 Total 0

PAR01 1501-006-0101  Powell MS  Powell MS Home Ec Cottage 1501-006-0101 B3010 - Roof Coverings 2  

 Past life, brittle, asbestos material 

will require abatement.

1501-006-0101 Total 0

PAR06 1506-002-0100  Eastside ES  Elementary School Building 1506-002-0100 D4030 - Alarms 2  

 Old type no strobes, insufficient 

number, improper locations for 

strobes and pull stations

1506-002-0100 Total 0

PAR06 1506-004-0100  Valley ES (K-5)  Elementary School Building 1506-004-0100 A1010 - Standard Foundations 2   Mudslide damage

PAR06 1506-004-0100  Valley ES (K-5)  Elementary School Building 1506-004-0100 B2020 - Windows 2   Single pane - not original but old

PAR06 1506-004-0100  Valley ES (K-5)  Elementary School Building 1506-004-0100 C3010 - Walls 2   

PAR06 1506-004-0100  Valley ES (K-5)  Elementary School Building 1506-004-0100 C3020 - Floors 2   

PAR06 1506-004-0100  Valley ES (K-5)  Elementary School Building 1506-004-0100 C3030 - Ceilings 2   

PAR06 1506-004-0100  Valley ES (K-5)  Elementary School Building 1506-004-0100 E2010 - Fixed Furnishings 2   age and condition

1506-004-0100 Total 0

PAR16 1516-001-0101  Meeteetse ES/MS/HS (K-12)  Main 1516-001-0101 D3040 - Distribution 1  

Unit vents failing in Jr/Sr wings 

(coils failing, motors failing, fire 

in one)

PAR16 1516-001-0101  Meeteetse ES/MS/HS (K-12)  Main 1516-001-0101 D3060 - Controls 1  

  Significant pneumatic leaks, 

systemic room temperature control 

problems

PAR16 1516-001-0101  Meeteetse ES/MS/HS (K-12)  Main 1516-001-0101 B3010 - Roof Coverings 2   Significant leaks - past life

PAR16 1516-001-0101  Meeteetse ES/MS/HS (K-12)  Main 1516-001-0101 C3010 - Walls 2  

 paint, paneling refinish, vinyl 

coverings
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PAR16 1516-001-0101  Meeteetse ES/MS/HS (K-12)  Main 1516-001-0101 D2020 - Domestic Water Dist. 2   corroded pipes, many leaks

PAR16 1516-001-0101  Meeteetse ES/MS/HS (K-12)  Main 1516-001-0101 D5010 - Service and Distribution 2  

 Some hot panels, no gfi in science 

lab tables next to sinks

PAR16 1516-001-0101  Meeteetse ES/MS/HS (K-12)  Main 1516-001-0101 E2010 - Fixed Furnishings 2   age and condition

1516-001-0101 Total 0

PAR16 1516-001-0102  Meeteetse ES/MS/HS (K-12)  Gym 1516-001-0102 C1030 - Misc. Interior Specialties 1  

 lockers do not latch, most are 

damaged, dented

PAR16 1516-001-0102  Meeteetse ES/MS/HS (K-12)  Gym 1516-001-0102 D1013 - Lifts 2 ADA issues

PAR16 1516-001-0102  Meeteetse ES/MS/HS (K-12)  Gym 1516-001-0102 B3010 - Roof Coverings 2   Past life -- significant leaks

PAR16 1516-001-0102  Meeteetse ES/MS/HS (K-12)  Gym 1516-001-0102 C1020 - Interior Doors 2   Age, hardware, and function.

PAR16 1516-001-0102  Meeteetse ES/MS/HS (K-12)  Gym 1516-001-0102 C2020 - Stair Finishes 2   concrete resin finishes

PAR16 1516-001-0102  Meeteetse ES/MS/HS (K-12)  Gym 1516-001-0102 C3010 - Walls 2   paint on walls and locker rooms

PAR16 1516-001-0102  Meeteetse ES/MS/HS (K-12)  Gym 1516-001-0102 C3030 - Ceilings 2   in locker rooms and glue ons

PAR16 1516-001-0102  Meeteetse ES/MS/HS (K-12)  Gym 1516-001-0102 D2020 - Domestic Water Dist. 2  

 Significant corrosion and leaking 

around storage

PAR16 1516-001-0102  Meeteetse ES/MS/HS (K-12)  Gym 1516-001-0102 D3040 - Distribution 2  

 AHU's past life - increasing 

maintenance requirements

PAR16 1516-001-0102  Meeteetse ES/MS/HS (K-12)  Gym 1516-001-0102 D5020 - Interior Lighting 2  

 Age and condition of everything 

but the gym court lighting.

PAR16 1516-001-0102  Meeteetse ES/MS/HS (K-12)  Gym 1516-001-0102 E1020 - Institutional Equipment 2  

 stage stuff, broadcast equipment, 

whirlpools

PAR16 1516-001-0102  Meeteetse ES/MS/HS (K-12)  Gym 1516-001-0102 E2010 - Fixed Furnishings 2  

 locker room finishes and 

concession area

1516-001-0102 Total 0



SCHOOL FACILITIES COMMISSION 6-Jul-09

CONDITION SCORES 1, 2 BY BUILDING

District Building/Description Building# Work Code / Description Condition Type Notes

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 D3050 - Self-Contained/Package Units 1  

 4 gas fired heaters in shops.  50% 

have failed.  Others age.

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 A1030 - Slab-on-Grade 1  

 significant slab movement in both 

additions -- significant cracks and 

separations in interior walls, 

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 C1020 - Interior Doors 1  

 most are failing due to slab 

movement, corrosion and 

condition

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 C3010 - Walls 1   all need painting and repairs

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 C3030 - Ceilings 1   over 50% of lay-in need replacing

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 D3060 - Controls 1   Failed.

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 E1020 - Institutional Equipment 1  

 Gas manifold, metal forge, air 

compressor, dust collector, 

welding air/fume system.  Dust 

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 E2010 - Fixed Furnishings 1  

 Over 50% defects and 

deficiencies.

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 B2010 - Exterior Walls 2  

 would score 3 for bowing. 

Reduced to 2 for seismic issues

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 B2020 - Windows 2  

 All at end of life - single pane 

have failed.

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 B2030 - Exterior Doors 2   failed or inappropriate hardware

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 B3010 - Roof Coverings 2  

 single ply area has failed with 

extensive leaks.  Tab shingles are 

at end of life.

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 C1010 - Partitions 2  

 extensive significant cracking and 

settling

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 D2010 - Plumbing Fixtures 2  

 shop sinks, art room sinks, janitor 

closet sink and drain

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 D2020 - Domestic Water Dist. 2   See above

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 D2040 - Stormwater Drainage 2  

 Insufficient drainage.  Drains are 

not in low part of roof.

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 D3020 - Heating 2  

 Tubes in poor condition..requires 

significant maintenance to keep 

operating.  Many safety features 
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PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 D3040 - Distribution 2  

 AHU's at life -- significant 

maintenance issues.  Poor 

ventilation in welding shop, fumes 

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 D5010 - Service and Distribution 2  

 overloaded circuits, shutoffs 

inaccessible, insulation on wiring 

is crumbling.

PAR16

1516-001-0103  Meeteetse ES/MS/HS (K-12)  Vocational 

Building 1516-001-0103 D5020 - Interior Lighting 2  

 Age of fixtures -- high rate of 

failures

1516-001-0103 Total 0

PLA01 1601-003-0100  Libbey ES  Libbey ES 1601-003-0100 B2020 - Windows 2   

1601-003-0100 Total 0

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 D3020 - Heating 1 Hot Water Boiler  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 C2020 - Stair Finishes 1   

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 C3030 - Ceilings 1

Acoustical 

Ceiling Tile  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 D4030 - Alarms 1 Local Alarm  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 E1020 - Institutional Equipment 1 Fume Hoods  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 E1090 - Kitchen Equipment 1

Cooking 

Equipment  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 E2010 - Fixed Furnishings 1 Casework  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 F1021 - Gymnasiums w/Locker Rooms 2   

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 F1023 - Multi-purpose Rooms 2   

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 B2030 - Exterior Doors 2 Steel  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 C1020 - Interior Doors 2 Wood  
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PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 C1030 - Misc. Interior Specialties 2 Lockers  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 C2010 - Stair Construction 2 Wood  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 C3010 - Walls 2

Painted 

Drywall/Plaster  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 C3020 - Floors 2

Resilient Vinyl 

Tile  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 D2010 - Plumbing Fixtures 2   

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 D2020 - Domestic Water Dist. 2 Galvanized  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 D2030 - Sanitary Waste 2 Cast-Iron Piping  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 D2040 - Stormwater Drainage 2 Cast-Iron Piping  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 D3040 - Distribution 2 Hydronic  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 D3060 - Controls 2 Pneumatic  

PLA01 1601-005-0100  Wheatland Jr. High (7-8)  Wheatland Jr. HS 1601-005-0100 D5030 - Communication/Security 2 Telephone  

1601-005-0100 Total 0

PLA01 1601-006-0100  Chugwater ES/MS/HS  Chugwater ES 1601-006-0100 D4030 - Alarms 1 Central Station  

1601-006-0100 Total 0

PLA01 1601-007-0100  Wheatland HS (9-12)  Library 1601-007-0100 D4030 - Alarms 1   

PLA01 1601-007-0100  Wheatland HS (9-12)  Library 1601-007-0100 B2020 - Windows 2   metal, lost seals

1601-007-0100 Total 0
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PLA01 1601-007-0102  Wheatland HS (9-12)  Activities Bldg 1601-007-0102 B2030 - Exterior Doors 2  

 bad, metal, rusty, weathered, 

don't close tight

PLA01 1601-007-0102  Wheatland HS (9-12)  Activities Bldg 1601-007-0102 D4030 - Alarms 2   

PLA01 1601-007-0102  Wheatland HS (9-12)  Activities Bldg 1601-007-0102 D5010 - Service and Distribution 2   

1601-007-0102 Total 0

PLA01 1601-007-0103  Wheatland HS (9-12)  Math Bldg 1601-007-0103 D3050 - Self-Contained/Package Units 2   

PLA01 1601-007-0103  Wheatland HS (9-12)  Math Bldg 1601-007-0103 B2020 - Windows 2   

PLA01 1601-007-0103  Wheatland HS (9-12)  Math Bldg 1601-007-0103 C1020 - Interior Doors 2   

1601-007-0103 Total 0

PLA01 1601-007-0104  Wheatland HS (9-12)  Science Bldg 1601-007-0104 D4030 - Alarms 1   

PLA01 1601-007-0104  Wheatland HS (9-12)  Science Bldg 1601-007-0104 F1010 - Greenhouses/Aquaculture 2   

PLA01 1601-007-0104  Wheatland HS (9-12)  Science Bldg 1601-007-0104 B2020 - Windows 2   

1601-007-0104 Total 0

PLA01 1601-007-0105  Wheatland HS (9-12)  Industrial Arts 1601-007-0105 D4030 - Alarms 1   

PLA01 1601-007-0105  Wheatland HS (9-12)  Industrial Arts 1601-007-0105 B2020 - Windows 2   

1601-007-0105 Total 0

PLA01 1601-007-0106  Wheatland HS (9-12)  Vo-Ag Bldg 1601-007-0106 D4030 - Alarms 1   

PLA01 1601-007-0106  Wheatland HS (9-12)  Vo-Ag Bldg 1601-007-0106 B2020 - Windows 2   
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1601-007-0106 Total 0

PLA01 1601-008-0100  Glendo K-12  Glendo K-12 1601-008-0100 F1023 - Multi-purpose Rooms 2   

PLA01 1601-008-0100  Glendo K-12  Glendo K-12 1601-008-0100 B2020 - Windows 2   

1601-008-0100 Total 0

PLA02 1602-001-0101  Platte County #2  Guernsey Sunrise K-12 1602-001-0101 B2020 - Windows 2   

1602-001-0101 Total 0

SHE01 1701-003-0100  Tongue River ES  Tongue River Main Bldg 1701-003-0100 D4030 - Alarms 1   

SHE01 1701-003-0100  Tongue River ES  Tongue River Main Bldg 1701-003-0100 E1090 - Kitchen Equipment 2   

1701-003-0100 Total 0

SHE02 1702-003-0100  Coffeen ES (K-5)  Coffeen ES Main Bldg 1702-003-0100 D4030 - Alarms 1   

SHE02 1702-003-0100  Coffeen ES (K-5)  Coffeen ES Main Bldg 1702-003-0100 B2020 - Windows 2 Operable  

SHE02 1702-003-0100  Coffeen ES (K-5)  Coffeen ES Main Bldg 1702-003-0100 B2030 - Exterior Doors 2 Aluminum

  in classrooms, full height patio 

doors original

SHE02 1702-003-0100  Coffeen ES (K-5)  Coffeen ES Main Bldg 1702-003-0100 C1020 - Interior Doors 2 Wood  wear on finishes and hardware

SHE02 1702-003-0100  Coffeen ES (K-5)  Coffeen ES Main Bldg 1702-003-0100 D2010 - Plumbing Fixtures 2   

SHE02 1702-003-0100  Coffeen ES (K-5)  Coffeen ES Main Bldg 1702-003-0100 D5020 - Interior Lighting 2   

SHE02 1702-003-0100  Coffeen ES (K-5)  Coffeen ES Main Bldg 1702-003-0100 E1020 - Institutional Equipment 2  tables  

1702-003-0100 Total 0
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SHE02 1702-005-0100  Story ES  Story Main Bldg 1702-005-0100 B2020 - Windows 1 Fixed  leaking single pane

SHE02 1702-005-0100  Story ES  Story Main Bldg 1702-005-0100 B2010 - Exterior Walls 2

CMU/Concrete 

Block  leaks

SHE02 1702-005-0100  Story ES  Story Main Bldg 1702-005-0100 B3010 - Roof Coverings 2

EPDM/Single-Ply 

Rubber  

SHE02 1702-005-0100  Story ES  Story Main Bldg 1702-005-0100 C1020 - Interior Doors 2 Wood  finish, splitting, HW failure

SHE02 1702-005-0100  Story ES  Story Main Bldg 1702-005-0100 C1030 - Misc. Interior Specialties 2 Toilet Partitions  rusted out

SHE02 1702-005-0100  Story ES  Story Main Bldg 1702-005-0100 C3030 - Ceilings 2

 tectum and 

12x12  

SHE02 1702-005-0100  Story ES  Story Main Bldg 1702-005-0100 D2010 - Plumbing Fixtures 2   original

SHE02 1702-005-0100  Story ES  Story Main Bldg 1702-005-0100 D2030 - Sanitary Waste 2 Septic Systems  leach field

SHE02 1702-005-0100  Story ES  Story Main Bldg 1702-005-0100 D3020 - Heating 2 Furnaces  

SHE02 1702-005-0100  Story ES  Story Main Bldg 1702-005-0100 D3050 - Self-Contained/Package Units 2

Split-System DX 

Units  heat only

SHE02 1702-005-0100  Story ES  Story Main Bldg 1702-005-0100 D5020 - Interior Lighting 2 Fluorescent T-12  original lens

SHE02 1702-005-0100  Story ES  Story Main Bldg 1702-005-0100 E2010 - Fixed Furnishings 2 Casework  

1702-005-0100 Total 0

SHE02 1702-007-0100  Meadowlark   Main Bldg 1702-007-0100 D4030 - Alarms 1   

SHE02 1702-007-0100  Meadowlark   Main Bldg 1702-007-0100 B2010 - Exterior Walls 2

CMU/Concrete 

Block

 blocks not sealed, water 

saturation and possible mold

SHE02 1702-007-0100  Meadowlark   Main Bldg 1702-007-0100 B3010 - Roof Coverings 2

EPDM/Single-Ply 

Rubber  REPLACE Immediately - leaking

SHE02 1702-007-0100  Meadowlark   Main Bldg 1702-007-0100 C1030 - Misc. Interior Specialties 2 Toilet Partitions  excessive rust



SCHOOL FACILITIES COMMISSION 6-Jul-09

CONDITION SCORES 1, 2 BY BUILDING

District Building/Description Building# Work Code / Description Condition Type Notes

SHE02 1702-007-0100  Meadowlark   Main Bldg 1702-007-0100 C3020 - Floors 2 Carpet, VCT  moisture at wall is causing failure

SHE02 1702-007-0100  Meadowlark   Main Bldg 1702-007-0100 C3030 - Ceilings 2

Acoustical 

Ceiling Tile

 bad roof = stained and Rusting 

grid.

SHE02 1702-007-0100  Meadowlark   Main Bldg 1702-007-0100 D2010 - Plumbing Fixtures 2   

SHE02 1702-007-0100  Meadowlark   Main Bldg 1702-007-0100 D2030 - Sanitary Waste 2 Cast-Iron Piping

 cast has failed, several patches & 

studied.

SHE02 1702-007-0100  Meadowlark   Main Bldg 1702-007-0100 D2040 - Stormwater Drainage 2 Cast-Iron Piping  rain exceeds capacity

1702-007-0100 Total 0

SHE02 1702-008-0100  Sagebrush ES (K-5)  Sagebrush Main Bldg 1702-008-0100 D5040 - Emergency Power 1

Battery Power 

Supply  failed

SHE02 1702-008-0100  Sagebrush ES (K-5)  Sagebrush Main Bldg 1702-008-0100 B2010 - Exterior Walls 2 Brick

 spalling faces. Venting did not 

remedy. Brick solution needed.

SHE02 1702-008-0100  Sagebrush ES (K-5)  Sagebrush Main Bldg 1702-008-0100 C3020 - Floors 2

Resilient Vinyl 

Tile  ARS issues under tile, bumps

SHE02 1702-008-0100  Sagebrush ES (K-5)  Sagebrush Main Bldg 1702-008-0100 D3020 - Heating 2 Hot Water Boiler

ash collector failure, back burn 

into bin- stoker box failure.

1702-008-0100 Total 0

SHE02 1702-010-0102  Sheridan Jr HS (6-8)  Sheridan JH Early Bldg 1702-010-0102 F1023 - Multi-purpose Rooms 2   Tartin? Floor is trashed.

1702-010-0102 Total 0

SHE02 1702-011-0100  Sheridan HS (9-12)  Sheridan HS Main Bldg 1702-011-0100 D1010 - Elevators 1 Hydraulic  

SHE02 1702-011-0100  Sheridan HS (9-12)  Sheridan HS Main Bldg 1702-011-0100 F1010 - Greenhouses/Aquaculture 2   roof failure

1702-011-0100 Total 0

SUB01 1801-002-0100  Bondurant ES  Bondurant ES Main Bldg 1801-002-0100 B3010 - Roof Coverings 2  

 did not inspect due to snow and 

weather
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SUB01 1801-002-0100  Bondurant ES  Bondurant ES Main Bldg 1801-002-0100 C3010 - Walls 2  

 age, wrinkling, staining and 

fraying

1801-002-0100 Total 0

SUB01 1801-005-0100  Pinedale HS (9-12)  Pinedale HS Main Bldg 1801-005-0100 C3030 - Ceilings 2

Acoustical 

Ceiling Tile  

1801-005-0100 Total 0

SUB01 1801-005-0101  Pinedale HS (9-12)  PHS Art/Ag Bldg 1801-005-0101 B3010 - Roof Coverings 2 Metal/foam

 roof age and leaks between 

classroom and shop

SUB01 1801-005-0101  Pinedale HS (9-12)  PHS Art/Ag Bldg 1801-005-0101 C3010 - Walls 2   walls stained ,wood paneling old

1801-005-0101 Total 0

SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 C1030 - Misc. Interior Specialties 1

Lockers, toilet 

partitions

 age of toilet partitions and 

lockers, missing hardware

SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 C3030 - Ceilings 1

Acoustical 

Ceiling Tile  acoustical and suspended tile

SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 D3040 - Distribution 1   not in use in multipurpose room

SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 B1010 - Elevated Floor Structure 2  

 mechanical room for 

multipurpose room, significant 

distress and leaking present

SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 B2030 - Exterior Doors 2   age, significant repairs needed

SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 B3010 - Roof Coverings 2  

 did not inspect due to snow and 

weather, single ply 10-30yrs old, 

no leaks but age

SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 C1020 - Interior Doors 2   age and repairs increasing

SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 C3010 - Walls 2   age and needs to repainted

SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 C3020 - Floors 2 Carpet,VCT,tile  age and condition of carpet, VCT

SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 D2010 - Plumbing Fixtures 2

copper and 

galvanized  leaks, corrosion, age
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SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 D2020 - Domestic Water Dist. 2  frequent problems, leaks, age

SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 D2030 - Sanitary Waste 2 Cast-Iron Piping

 age and build up interfering with 

function

SUB09 1809-002-0100  Big Piney ES  Big Piney ES 1809-002-0100 D3060 - Controls 2  

 difficult to obtain parts and 

increasing repairs

1809-002-0100 Total 0

SUB09 1809-004-0100  Big Piney MS (6-8)  Big Piney MS 1809-004-0100 B2030 - Exterior Doors 2 Steel

 Age and replacement already 

occurring

SUB09 1809-004-0100  Big Piney MS (6-8)  Big Piney MS 1809-004-0100 C1030 - Misc. Interior Specialties 2

Toilet Partitions 

and lockers

 Toilet partitions missing 

hardware and doors

SUB09 1809-004-0100  Big Piney MS (6-8)  Big Piney MS 1809-004-0100 C3020 - Floors 2  Carpet and vct

 Age, staining of carpet, VCT 

peeling

1809-004-0100 Total 0

SUB09

1809-004-0101  Big Piney MS (6-8)  Fine Arts Bldg/District 

Administration 1809-004-0101 E2010 - Fixed Furnishings 2 Built-In Cabinetry

 Cabinets and countertops in bad 

shape

1809-004-0101 Total 0

SUB09 1809-005-0100  Big Piney HS (9-12)  Big Piney HS 1809-005-0100 E1090 - Kitchen Equipment 2   parts are hard to obtain and age

1809-005-0100 Total 0

SWE01 1901-002-0100  Desert ES/MS (K-8)  Desert ES/MS K-8 1901-002-0100 D4030 - Alarms 1 Local Alarm

Audio, no visual, pull stations 

high, no heat detection

SWE01 1901-002-0100  Desert ES/MS (K-8)  Desert ES/MS K-8 1901-002-0100 B2030 - Exterior Doors 2 Steel Significant paint loss, corrosion

SWE01 1901-002-0100  Desert ES/MS (K-8)  Desert ES/MS K-8 1901-002-0100 D5020 - Interior Lighting 2 Fluorescent T-12

Age, upgrade scheduled for 

summer 2009

1901-002-0100 Total 0

SWE01 1901-003-0100  Desert View ES  Desert View ES 1901-003-0100 D4030 - Alarms 1 Local Alarm

no heat or smoke detection, pull 

station too high, does have strobes
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SWE01 1901-003-0100  Desert View ES  Desert View ES 1901-003-0100 B1010 - Elevated Floor Structure 2 Concrete Steel joists, mechanical penthouse

1901-003-0100 Total 0

SWE01 1901-004-0100  Lincoln ES Annex  Lincoln Annex 1901-004-0100 D4030 - Alarms 1 Local Alarm

 Does not meet minimum 

requirements

1901-004-0100 Total 0

SWE01 1901-005-0100  Independence HS (9-12)  Main Bldg 1901-005-0100 D2030 - Sanitary Waste 1  Clay

 Clay sewer line has collapsed, 

under construction

SWE01 1901-005-0100  Independence HS (9-12)  Main Bldg 1901-005-0100 D4030 - Alarms 1 Local Alarm

 Does not meet minimum 

requirements, no heat or smoke 

detectors

SWE01 1901-005-0100  Independence HS (9-12)  Main Bldg 1901-005-0100 A2020 - Basement Walls 2

Cast-in-place 

Concrete

 Cracking, spawling, water 

intrusion, structural assessment 

recommended

SWE01 1901-005-0100  Independence HS (9-12)  Main Bldg 1901-005-0100 A1010 - Standard Foundations 2

Shallow Spread 

Footings

 Cracking, spawling, structural 

assessment recommended

SWE01 1901-005-0100  Independence HS (9-12)  Main Bldg 1901-005-0100 B2010 - Exterior Walls 2

Brick, metal clad 

panels

 Age, deteriorating mortar, 

cracking, faded panels

1901-005-0100 Total 0

SWE01 1901-006-0100  Overland ES  Overland ES 1901-006-0100 B2030 - Exterior Doors 2 Steel

Significant loss of finish, some 

corrosion

1901-006-0100 Total 0

SWE01

1901-011-0100  Washington Head Start Center  Washington Head 

Start Center 1901-011-0100 D4030 - Alarms 1 Local Alarm

No heat detection, no smoke 

detection in public areas, no 

strobes

1901-011-0100 Total 0

SWE01 1901-013-0100  Northpark ES  Northpark ES 1901-013-0100 D3020 - Heating 2 Hot Water Boiler

Hydro plus boilers, 14, constant 

maintenance, to be replaced '09

1901-013-0100 Total 0

SWE01 1901-014-0100  Westridge ES  Westridge ES 1901-014-0100 D4030 - Alarms 1 Local Alarm

Replaced 2008, no heat detection 

in mechanical rooms, otherwise 

system rates as 5
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SWE01 1901-014-0100  Westridge ES  Westridge ES 1901-014-0100 D3030 - Cooling 2 Cooling Towers

No chiller, cooling tower for heat 

pump water, metal fill, 

maintenance problem

1901-014-0100 Total 0

SWE01 1901-015-0100  Rock Springs East Jr HS (7-8)  East Jr HS School 1901-015-0100 D4030 - Alarms 1 Local Alarm

 Does not meet minimum 

requirements

SWE01 1901-015-0100  Rock Springs East Jr HS (7-8)  East Jr HS School 1901-015-0100 D3050 - Self-Contained/Package Units 2

Split-System DX 

Units

 Cooling units have failed, heating 

units 1989, age

SWE01 1901-015-0100  Rock Springs East Jr HS (7-8)  East Jr HS School 1901-015-0100 F1040 - Aquatic Facilities 2  

 Age, cracks in pool deck, cracks 

in pool wall which leak, original 

air handler and motor, newer filter 

SWE01 1901-015-0100  Rock Springs East Jr HS (7-8)  East Jr HS School 1901-015-0100 A1010 - Standard Foundations 2

Shallow Spread 

Footings

 Cracks, settling, assessment 

recommended for entire system

SWE01 1901-015-0100  Rock Springs East Jr HS (7-8)  East Jr HS School 1901-015-0100 B2010 - Exterior Walls 2

Brick, metal clad 

panels

 Excessive cracking, clad panels 

fading, grout deteriorate

1901-015-0100 Total 0

SWE01

1901-016-0100  White Mountain ES (5-6)  White Mountain ES (5-

6) 1901-016-0100 D4030 - Alarms 1 Local Alarm

Central not enabled, no heat 

detection in mechanical space, no 

smoke in public areas

SWE01

1901-016-0100  White Mountain ES (5-6)  White Mountain ES (5-

6) 1901-016-0100 B2030 - Exterior Doors 2 Steel

Poor hardware, poor finish, 

corrosion, age

SWE01

1901-016-0100  White Mountain ES (5-6)  White Mountain ES (5-

6) 1901-016-0100 C2020 - Stair Finishes 2 Vinyl Sheet/Tile

Vinyl over concrete, mechanical 

area, remaining stairs unfinished

1901-016-0100 Total 0

SWE01 1901-017-0100  Farson-Eden (K-12)  Farson/Eden K-12 1901-017-0100 D4030 - Alarms 1 Local Alarm

 Does not meet minimum 

requirements

SWE01 1901-017-0100  Farson-Eden (K-12)  Farson/Eden K-12 1901-017-0100 B2020 - Windows 2 Operable  25-50% deficient

SWE01 1901-017-0100  Farson-Eden (K-12)  Farson/Eden K-12 1901-017-0100 C2020 - Stair Finishes 2  Concrete

 Holes in stairway enclosure walls, 

finishes poor

1901-017-0100 Total 0

SWE01 1901-018-0100  Rock Springs HS (9-12)  Rock Springs HS (9-12) 1901-018-0100 D4030 - Alarms 1 Local Alarm

 Does not meet minimum 

requirements
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SWE01 1901-018-0100  Rock Springs HS (9-12)  Rock Springs HS (9-12) 1901-018-0100 F1010 - Greenhouses/Aquaculture 2  

 plumbing works, plastic walls 

clouded but intact, temperature 

controls and heating/cooling do 

SWE01 1901-018-0100  Rock Springs HS (9-12)  Rock Springs HS (9-12) 1901-018-0100 B2020 - Windows 2 Operable  25-50% deficiencies

1901-018-0100 Total 0

SWE02 1902-002-0100  Granger ES  Granger ES 1902-002-0100 D4030 - Alarms 1 Central Station

Replaced 2006; no heat detectors 

in mechanical room

SWE02 1902-002-0100  Granger ES  Granger ES 1902-002-0100 D3050 - Self-Contained/Package Units 2 Forced heated air Modular section

SWE02 1902-002-0100  Granger ES  Granger ES 1902-002-0100 B2010 - Exterior Walls 2 Stucco

Gym stucco cracked, brick around 

main building good, wood on 

modular poor

SWE02 1902-002-0100  Granger ES  Granger ES 1902-002-0100 D3040 - Distribution 2 Steam Corrosion in piping causing leaks

1902-002-0100 Total 0

SWE02 1902-003-0100  Harrison ES  Harrison ES 1902-003-0100 D1010 - Elevators 1

Elevator does not meet minimum 

size nor does it have a hands free 

phone.

SWE02 1902-003-0100  Harrison ES  Harrison ES 1902-003-0100 D4030 - Alarms 1

No smokes or heat detectors where 

required, no pull stations at 

exterior doors in classrooms

SWE02 1902-003-0100  Harrison ES  Harrison ES 1902-003-0100 D3020 - Heating 2

Constant problems and original 

boilers

SWE02 1902-003-0100  Harrison ES  Harrison ES 1902-003-0100 D3060 - Controls 2

Frequent and chronic leaks, 

several inoperable stats

1902-003-0100 Total 0

SWE02 1902-004-0100  McKinnon ES/MS (K-8)  McKinnon ES 1902-004-0100 D4030 - Alarms 1 Local Alarm

 Does not meet minimum 

requirements, no smoke detector 

in the restroom

1902-004-0100 Total 0

SWE02 1902-006-0100  Washington ES  Washington ES 1902-006-0100 D1010 - Elevators 1

Cab does not meet minimum size 

and no ADA upgrades

SWE02 1902-006-0100  Washington ES  Washington ES 1902-006-0100 D4030 - Alarms 1

No detectors in gym nor in 

restrooms.
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SWE02 1902-006-0100  Washington ES  Washington ES 1902-006-0100 B2030 - Exterior Doors 2

original condition including 

hardware and closers - poor 

condition.

SWE02 1902-006-0100  Washington ES  Washington ES 1902-006-0100 D5020 - Interior Lighting 2

Original fixtures, many lenses 

damaged or yellowed

1902-006-0100 Total 0

SWE02

1902-007-0100  Expedition Academy (9-12)  Expedition 

Academy HS 1902-007-0100 D4030 - Alarms 1 Central Station

No smoke detectors in public 

areas, upgrade 2007, otherwise 

would rank as 4

1902-007-0100 Total 0

SWE02 1902-008-0100  Jackson ES  Jackson ES 1902-008-0100 D1010 - Elevators 1

Cab does not meet minimum size 

nor does it meet ADA 

requirements

SWE02 1902-008-0100  Jackson ES  Jackson ES 1902-008-0100 D4030 - Alarms 1 Missing detectors in public areas

1902-008-0100 Total 0

SWE02 1902-009-0100  Truman ES  Truman ES 1902-009-0100 D4030 - Alarms 1

Missing detectors in restrooms, 

gym, and boiler room

SWE02 1902-009-0100  Truman ES  Truman ES 1902-009-0100 B2030 - Exterior Doors 2

All original, need paint and 

hardware

1902-009-0100 Total 0

SWE02 1902-010-0100  Lincoln Middle School (7-8)  Lincoln MS 1902-010-0100 D4030 - Alarms 1 Central Station

Replaced 1998; Heat detector not 

in mechanical room

SWE02 1902-010-0100  Lincoln Middle School (7-8)  Lincoln MS 1902-010-0100 D1010 - Elevators 2 Hydraulic No emergency communication

1902-010-0100 Total 0

SWE02

1902-011-0100  Monroe Intermediate School (5-6)  Monroe 

Intermediate School 1902-011-0100 D4030 - Alarms 1 Central Station

Based on no heat sensors in 

mechanical space, system installed 

2006

1902-011-0100 Total 0

SWE02 1902-012-0100  Green River HS (9-12)  Green River HS 1902-012-0100 D4030 - Alarms 1

No smoke detectors in the public 

bathrooms - system otherwise 

appears compliant
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1902-012-0100 Total 0

TET01 2001-003-0100  Alta ES  Alta ES Main Bldg 2001-003-0100 B3010 - Roof Coverings 2 GYM WATER PROB

2001-003-0100 Total 0

TET01 2001-006-0100  Moran ES  Moran ES 2001-006-0100 B3010 - Roof Coverings 1 REPLACE SUMMER

TET01 2001-006-0100  Moran ES  Moran ES 2001-006-0100 B2020 - Windows 2

2001-006-0100 Total 0

TET01 2001-008-0100  John Colter ES  New Colter ES 2001-008-0100 B3010 - Roof Coverings 2 FLASHING LEAKS

2001-008-0100 Total 0

TET01 2001-009-0100  Jackson Hole MS (6-8)  MS 2001-009-0100 E1090 - Kitchen Equipment 2

NEED ENHANCEMENT 

REPLACE AR??

2001-009-0100 Total 0

TET01 2001-010-0101  Jackson Hole HS (9-12)  Vocational Bldg 2001-010-0101 B3010 - Roof Coverings 1 NEED REPLACING

TET01 2001-010-0101  Jackson Hole HS (9-12)  Vocational Bldg 2001-010-0101 C1030 - Misc. Interior Specialties 2

OLD BROUGHT FROM OLD 

SCHOOL/AGE

2001-010-0101 Total 0

UIN01 2101-002-0100  Clark ES  Clark ES 2101-002-0100 D3040 - Distribution 1 Forced Air The air handler is down

UIN01 2101-002-0100  Clark ES  Clark ES 2101-002-0100 D4030 - Alarms 1 Central Station

Does not meet minimum 

requirements but does meet local 

fire code with sprinklers and 

2101-002-0100 Total 0

UIN01 2101-003-0100  Uinta Meadows ES  Uinta Meadows ES 2101-003-0100 D4030 - Alarms 1 Central Station

 Does not meet minimum 

requirements
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UIN01 2101-003-0100  Uinta Meadows ES  Uinta Meadows ES 2101-003-0100 D1010 - Elevators 2 Hydraulic

 does not have floor signals, sticks 

occasionally on the lower floor

UIN01 2101-003-0100  Uinta Meadows ES  Uinta Meadows ES 2101-003-0100 D3020 - Heating 2 Steam Boiler  Age

UIN01 2101-003-0100  Uinta Meadows ES  Uinta Meadows ES 2101-003-0100 D3060 - Controls 2 Pneumatic, DDC

 Electronic side of the controls do 

not work

2101-003-0100 Total 0

UIN01 2101-004-0100  North Evanston ES  North ES 2101-004-0100 D4030 - Alarms 1 Central Station

 Does not meet minimum 

requirements, no smoke detectors 

or horn/strobes in restroom

UIN01 2101-004-0100  North Evanston ES  North ES 2101-004-0100 C3020 - Floors 2 Carpet

 excessively stained and 

permanently dirty

2101-004-0100 Total 0

UIN01 2101-006-0100  Davis MS (6-8)  Davis MS 2101-006-0100 D4030 - Alarms 1 Central Station

 Does not meet minimum 

requirements

UIN01 2101-006-0100  Davis MS (6-8)  Davis MS 2101-006-0100 B3010 - Roof Coverings 2

Modified 

Bituminous  Roof leaks are chronic

UIN01 2101-006-0100  Davis MS (6-8)  Davis MS 2101-006-0100 D1010 - Elevators 2 Hydraulic  Does not meet ADA

UIN01 2101-006-0100  Davis MS (6-8)  Davis MS 2101-006-0100 D3020 - Heating 2 Hot Water Boiler

 one of the two boilers was not 

working

UIN01 2101-006-0100  Davis MS (6-8)  Davis MS 2101-006-0100 D3060 - Controls 2 Pneumatic, DDC

 The electronic part of the controls 

do not work.

2101-006-0100 Total 0

UIN01 2101-007-0100  Evanston MS (6-8)  Evanston MS 2101-007-0100 B3010 - Roof Coverings 1

Built-up Roof 

(BUR), foam  50% failure

UIN01 2101-007-0100  Evanston MS (6-8)  Evanston MS 2101-007-0100 D4030 - Alarms 1 Central Station

 Does not meet minimum 

requirements

UIN01 2101-007-0100  Evanston MS (6-8)  Evanston MS 2101-007-0100 D5010 - Service and Distribution 2

Main 

Switchboard, 

breaker panels

 Age, main switch gear is 41 yrs 

old, panels hot , parts unavailable

2101-007-0100 Total 0
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UIN01 2101-008-0100  Evanston HS (9-12)  Evanston HS 2101-008-0100 D4030 - Alarms 1 Central Station

 Does not meet minimum 

requirements

UIN01 2101-008-0100  Evanston HS (9-12)  Evanston HS 2101-008-0100 D1010 - Elevators 2 Hydraulic

 Does not meet ADA, cab meets 

size requirements

UIN01 2101-008-0100  Evanston HS (9-12)  Evanston HS 2101-008-0100 E1090 - Kitchen Equipment 2

Cooking 

Equipment

 Age, last 1/3 of life, 25-50% 

problems

2101-008-0100 Total 0

UIN01 2101-010-0100  Horizon High School  Horizon High School 2101-010-0100 C3020 - Floors 1 Carpet

 Complete replacement is needed, 

tears, cuts, fraying from years of 

movable walls.

UIN01 2101-010-0100  Horizon High School  Horizon High School 2101-010-0100 D4030 - Alarms 1 Central Station

 Does not meet minimum 

requirements

UIN01 2101-010-0100  Horizon High School  Horizon High School 2101-010-0100 C3010 - Walls 2

Movable wall 

panels  greater than 25% damage, pealing

2101-010-0100 Total 0

UIN04 2104-003-0100    Fort Bridger ES 2104-003-0100 D4030 - Alarms 1 Local Alarm

 Does not meet minimum 

requirements

UIN04 2104-003-0100    Fort Bridger ES 2104-003-0100 B2020 - Windows 2 Operable 50% damage

UIN04 2104-003-0100    Fort Bridger ES 2104-003-0100 B2010 - Exterior Walls 2

Brick, masonite 

siding

 Age, 50 % damage, modular 

addition

2104-003-0100 Total 0

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 D4030 - Alarms 1 Local Alarm

 Does not meet minimum 

requirements

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 D2040 - Stormwater Drainage 2 Cast-Iron Piping  Age, last 1/3 of life

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 C3020 - Floors 2 Carpet, tile  Age

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 D2020 - Domestic Water Dist. 2 Copper  Age, last 1/3 of life

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 B2010 - Exterior Walls 2

CMU/Concrete 

Block, brick

 High gym and auditorium walls 

need evaluated

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 D2030 - Sanitary Waste 2 Cast-Iron Piping  Age, last 1/3 of life



SCHOOL FACILITIES COMMISSION 6-Jul-09

CONDITION SCORES 1, 2 BY BUILDING

District Building/Description Building# Work Code / Description Condition Type Notes

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 D2010 - Plumbing Fixtures 2  

 Age, 25% of the fixtures need 

replaced

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 B2020 - Windows 2 Operable  25-50% damage

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 C1020 - Interior Doors 2 Wood, metal  Age

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 B2030 - Exterior Doors 2 Aluminum, steel

 25-50% damage, hardware failing 

and wont lock on some doors.

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 D3040 - Distribution 2 Forced Air  Age, last 1/3 of life

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 D3060 - Controls 2 Pneumatic  Age, last 1/3 of life

UIN04 2104-005-0100    Mountain View ES/MS Main Bldg 2104-005-0100 E2010 - Fixed Furnishings 2 Casework  Age, 10-25% damage

2104-005-0100 Total 0

UIN04 2104-006-0100    Mountain View HS Main Bldg 2104-006-0100 F1040 - Aquatic Facilities 1   Has failed, not functioning

UIN04 2104-006-0100    Mountain View HS Main Bldg 2104-006-0100 D1010 - Elevators 1 Hydraulic

 The District does not have a key 

to operate, they don't know if it 

works.

UIN04 2104-006-0100    Mountain View HS Main Bldg 2104-006-0100 D4030 - Alarms 1 Local Alarm

 Dies not meet minimum 

standards

UIN04 2104-006-0100    Mountain View HS Main Bldg 2104-006-0100 D4010 - Sprinklers 2 Wet Pipe System

 No back flow preventer, no way 

to test, no way to drain

UIN04 2104-006-0100    Mountain View HS Main Bldg 2104-006-0100 D5030 - Communication/Security 2

Telephone, 

inmtercom  Phone good, intercom poor

UIN04 2104-006-0100    Mountain View HS Main Bldg 2104-006-0100 D2040 - Stormwater Drainage 2 Cast-Iron Piping

 Storm water floods the site and 

water intrudes into the building, 

the dry wells can not handle the 

storm water.

2104-006-0100 Total

UIN06 2106-002-0100    Urie ES 2106-002-0100 D4030 - Alarms 1 Local Alarm

 Does not meet minimum 

requirements, not a pull station at 

every exit door.

UIN06 2106-002-0100    Urie ES 2106-002-0100 B2020 - Windows 2 Operable

 Age, The window hardware is 

worn and will not function 

properly

2106-002-0100 Total 0



SCHOOL FACILITIES COMMISSION 6-Jul-09

CONDITION SCORES 1, 2 BY BUILDING

District Building/Description Building# Work Code / Description Condition Type Notes

UIN06 2106-003-0100    Lyman MS 2106-003-0100 B3010 - Roof Coverings 2 single ply

Gym and cafeteria roof is failing, 

45% of the entire building

UIN06 2106-003-0100    Lyman MS 2106-003-0100 D3030 - Cooling 2 Chiller

One of the two compressors is not 

working

2106-003-0100 Total 0

UIN06 2106-004-0100    Lyman HS 2106-004-0100 D4030 - Alarms 1 Local Alarm

 Does not meet minimum 

requirements

UIN06 2106-004-0100    Lyman HS 2106-004-0100 D1010 - Elevators 2 Hydraulic

 51X67, Does not meet ADA, 

Sticks on the bottom floor

UIN06 2106-004-0100    Lyman HS 2106-004-0100 B2020 - Windows 2

Operable, sky 

lights

 Most of the exterior windows will 

not sut due to hardware failure.

2106-004-0100 Total 0

WAS01 2201-002-0100  Southside ES  Southside ES 2201-002-0100 B2030 - Exterior Doors 2  

 age and condition - some interior 

vestibule doors missing

2201-002-0100 Total 0

WAS01 2201-003-0100  Westside ES  Westside ES 2201-003-0100 C3030 - Ceilings 2  

 all classrooms - original glue-on 

as well as old suspended tile.

2201-003-0100 Total 0

WAS01 2201-005-0101  Worland HS (9-12)  HS Main Bldg 2201-005-0101 B3010 - Roof Coverings 1  

 1978 roof has failed. 1992 section 

past life expectancy.

2201-005-0101 Total 0

WAS01 2201-005-0102  Worland HS (9-12)  Greenhouse 2201-005-0102 C3010 - Walls 1  

 All walls need refinishing.  

Peeling and flaking paint.

2201-005-0102 Total 0

WAS01 2201-005-0104  Worland HS (9-12)  Pool 2201-005-0104 B3010 - Roof Coverings 1  

 Roof covering has failed, many 

patches.

WAS01 2201-005-0104  Worland HS (9-12)  Pool 2201-005-0104 D3060 - Controls 1  

 largely inoperative.  Bypassed in 

most cases.



SCHOOL FACILITIES COMMISSION 6-Jul-09

CONDITION SCORES 1, 2 BY BUILDING

District Building/Description Building# Work Code / Description Condition Type Notes

WAS01 2201-005-0104  Worland HS (9-12)  Pool 2201-005-0104 B2010 - Exterior Walls 2  

 Leaking roof has drained through 

wall, lower CMU brick is spalling 

and deteriorating

WAS01 2201-005-0104  Worland HS (9-12)  Pool 2201-005-0104 B2030 - Exterior Doors 2   Corrosion and failing hardware

WAS01 2201-005-0104  Worland HS (9-12)  Pool 2201-005-0104 C2020 - Stair Finishes 2   Chipped and worn out paint

2201-005-0104 Total 0

WAS02 2202-001-0100  Ten Sleep ES/MS/HS (K-12)  ES/MS/HS 2202-001-0100 D1013 - Lifts 1

Intermittent operation, jams, 

damaging walls

WAS02 2202-001-0100  Ten Sleep ES/MS/HS (K-12)  ES/MS/HS 2202-001-0100 B2010 - Exterior Walls 2  

 deteriorating mortar compound in 

old pre-1945 section

WAS02 2202-001-0100  Ten Sleep ES/MS/HS (K-12)  ES/MS/HS 2202-001-0100 D2010 - Plumbing Fixtures 2  

 Most original, stained or leaking, 

continuous running boys fixtures

WAS02 2202-001-0100  Ten Sleep ES/MS/HS (K-12)  ES/MS/HS 2202-001-0100 E2010 - Fixed Furnishings 2  

 Original millwork, non-ADA, 

poor finishes, chipped, etc.

2202-001-0100 Total 0

WES01 2301-002-0100  Kitty Moats ES  Main Bldg 2301-002-0100 B2020 - Windows 2  age  

WES01 2301-002-0100  Kitty Moats ES  Main Bldg 2301-002-0100 B2030 - Exterior Doors 2  age  

WES01 2301-002-0100  Kitty Moats ES  Main Bldg 2301-002-0100 B3010 - Roof Coverings 2  age  

WES01 2301-002-0100  Kitty Moats ES  Main Bldg 2301-002-0100 C1020 - Interior Doors 2   

WES01 2301-002-0100  Kitty Moats ES  Main Bldg 2301-002-0100 C1030 - Misc. Interior Specialties 2   

WES01 2301-002-0100  Kitty Moats ES  Main Bldg 2301-002-0100 C3020 - Floors 2

Resilient Vinyl 

Tile, carpet  

WES01 2301-002-0100  Kitty Moats ES  Main Bldg 2301-002-0100 D3040 - Distribution 2 Forced Air  poor circulation

WES01 2301-002-0100  Kitty Moats ES  Main Bldg 2301-002-0100 D3050 - Self-Contained/Package Units 2

Rooftop Units 

(RTU)  



SCHOOL FACILITIES COMMISSION 6-Jul-09

CONDITION SCORES 1, 2 BY BUILDING

District Building/Description Building# Work Code / Description Condition Type Notes

WES01 2301-002-0100  Kitty Moats ES  Main Bldg 2301-002-0100 E2010 - Fixed Furnishings 2   

2301-002-0100 Total 0

WES01 2301-004-0100  Newcastle MS  Main Bldg MS 2301-004-0100 D2010 - Plumbing Fixtures 2   broken handles - valves

WES01 2301-004-0100  Newcastle MS  Main Bldg MS 2301-004-0100 D2030 - Sanitary Waste 2   2 areas of collapsed lines.

WES01 2301-004-0100  Newcastle MS  Main Bldg MS 2301-004-0100 D3060 - Controls 2   Failure mode

WES01 2301-004-0100  Newcastle MS  Main Bldg MS 2301-004-0100 E2010 - Fixed Furnishings 2   science rm P lam is peeling.

2301-004-0100 Total 0

WES01 2301-005-0100  Newcastle HS  Main Bldg HS 2301-005-0100 D3060 - Controls 2

Pneumatic, 12v, 

DDC

 commissioning was attempted by 

Long,

2301-005-0100 Total 0

WES01 2301-005-0101  Newcastle HS  Vo Tech Bldg 2301-005-0101 C2010 - Stair Construction 1 Wood  stick built up to deck

WES01 2301-005-0101  Newcastle HS  Vo Tech Bldg 2301-005-0101 C2020 - Stair Finishes 1   

WES01 2301-005-0101  Newcastle HS  Vo Tech Bldg 2301-005-0101 B1010 - Elevated Floor Structure 2 Wood

 above retro construction for 

storage.

2301-005-0101 Total 0

Grand Total 0










































































































































